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FOREWORD 

This Economic Evaluation Report on Colorado-Ute Electric 
Association, Inc.(CUEA) Nucla Circulating Fluidized Bed (CFB) 
Demonstration Project details costs for construction of the 
plant and for its subsequent operation from September 1988 
through January 1991. This 29 month period covers the testing 
period of Cooperative Agreement No.DE-FC21-89MC25137 between 
the U.S. Department of Energy (DOE) and Colorado-Ute Electric 
Association, Inc. 

The primary objective of this report is to provide a database 
of costs associated with the operation of a circulating 
fluidized bed boiler for electric power production. This 
information can be used by others evaluating this technology 
option for purposes of resource planning and for comparisons 
with competing technologies. Costs also are presented for 
engineering, construction and start-up of the Nucla CFB from 
early 1985 through August of 1987. These costs may be somewhat 
unique to this project due to the repowering approach taken by 
CUEA at the Nucla Station. In addition, the Nucla CFB 
represented the entrance of this technology into the U.S. 
utility marketplace. This, combined with the depressed nature 
of the power industry at the time, resulted in a relatively 
attractive total capital cost for the project. 

Cost data associated with plant operations are presented based 
on the Rural Electrification Administration (PEA) uniform 
system of accounts. This system is consistent with the Federal 
Energy Regulatory Commission's (FERC) methods of accounting for 
public utilities. The definition of terms used in compiling 
operations cost data for the Nucla CFB are presented in 
Appendix B of this report. 

Final capital costs associated with the engineering, 
construction and start-up of the Nucla CFB were $112,329,681. 
This represents a cost of $l,123/net kW, which was 
approximately 21.9 percent over the published estimates made in 
1984. Total power costs associated with operating the plant 
between September 1988 through January 1991 were $54,750,819 
resulting in a normalised cost of power production of 
$63.6286/MWh. The average operating cost per month over this 
time period was $1,887,959. Fixed costs, including interest, 
taxes, insurance and depreciation, represented 61.54 percent of 
this total. Fuel expenses and maintenance costs accounted for 
26.19 percent and 5.51 percent, respectively, of the total. 

This report is divided into five SeCtiOnS. Section 1 presents 
an overview of the Nucla CFB Demonstration project and 
describes the purpose and manner in which this report was 
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generated. Section 2 describes the history of the project and 
discusses the design of the boiler and balance-of-plant. 
Section 3 presents operating performance statistics for the 
reporting period including availabilities, capacity factors, 
heat rates and net plant generation. Section 4 presents 
capital costs for the engineering, construction and start-up of 
the plant and for its operation between September 1988 through 
January 1991. Section 5 discusses reliability issues which 
affected the plant availability during the reporting period. 
Detailed monthly and average cost data are presented in 
Appendices C and D. 

In addition to this Economic Evaluation Report, a series of six 
reports have been prepared under this cooperative agreement 
covering details of the plant and boiler design, and results of 
the demonstration test program. These reports include: 1) the 

c De~lgr~&&~&, 2) Ouarterlv 
od O@er 1990 throuoh ;lanuarv 18.1991, 

3) Annual Tewcal Rebort for the Periodfrom-Uo through 
m, 4) -1 Technical Reoort for 1989, 5) -1 Tech&&& 
Reoort for 1990 throuah Test Proor-, 6) the ~Q.D& 
-ethnical and7) QTet 
b.' 

S 

Included in the Technical Reports are test results and 
information related to the following areas: cold-mode 
shakedown and calibration, hot-mode shakedown, plant commercial 
performance statistics, performance testing, unit start-up 
(cold, warm, and hot), load following and rates of load change 
(dynamic response), solids and gas mixing, heat transfer, hot 
cyclone performance, coal and limestone preparation and 
handling, ash handling system performance and operating 
experience, tubular air heater, baghouse operation and 
performance, materials monitoring, reliability monitoring, and 
alternate fuels testing. 

These reports are a valuable resource for utilities, industrial 
users, and independent power producers planning new capacity 
and considering CFB technology as an option. The information 
contained in the above reports, along with the cost database 
presented in this Economic Evaluation Report, represent the 
most comprehensive and available resource of its kind in the 
CFB technology area. 

This report was prepared by Combustion Systems Incorporated 
(CSI) for the Colorado-Ute Electric Association, Inc. All cost 
data contained in the appendices was compiled and prepared by 
CUEA. The following individuals from CUEA are responsible for 
the implementation of the DOE agreement: 

Raymond E. Keith, Acting Project Manager, Business Contact 
Thomas J. Heller, Technical Contact 
Stuart A. B.2sh, Senior Engineer, Project Coordinator 
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Section 1 

INTRODUCTION 

This section gives a brief summary of the scope of the Nucla 
CFB project, discusses the demonstration test program and the 
objectives of the cooperative agreement, and describes how the 
Economic Evaluation Report fits into these objectives. The 
manner in which cost data were collected and presented is also 
discussed. 

1.1 NUCLA CFB PROJECT BACKGROUND 

CUEA's original Nucla Station was built in 1959 and consisted 
of three identical stoker-fired units, each rated at 12.5 MWe. 
Due to its reduced position on the dispatch order resulting 
from poor station efficiency and increased maintenance costs, 
the decision was made in 1984 to upgrade and repower the 
station with a new 925,000 lb/hr circulating fluidized bed 
boiler and 74 MWe turbine-generator. This followed a detailed 
review of existing technologies, including several bubbling 
and circulating fluidized bed designs. 

At this time, there were several small bubbling FBC's 
operating in the United States, but it wasn't until 1985 that 
the first two industrial CFB's built by Pyropower came into 
commercial operation. The boiler contract for Nucla was 
eventually awarded to Pyropower for their proposed CFB design. 
Utilising twin combustion chambers, each chamber represented a 
2:l scale-up in height and plan area from their pilot plant in 
Karhula, Finland. 

Except for the old stoker-fired boilers, most of the equipment 
from the old plant, including the turbine-generator sets, was 
refurbished and reused bringing the total plant electrical 
gross output to 110 MWe. The project offered several 
advantages to-CUEA including a station heat rate improvement 
of 15%, reduced fuel costs due to the inherent fuel 
flexibility of the CFB design, lower emissions required by New 
Source Performance Standards (NSPS), and life extension 30 
years beyond the plant's original design. 

The new CFB boiler generates 925,000 lb/h of steam at 1500 
psig and lO05'F utilizing a twin combustion chamber design 
with a height of approximately 110 feet and a total plan area 
of approximately 1055 square feet. The plant was designed to 
burn a locally mined western bituminous coal with a high 
variability in fuel properties. Nominal properties fcr this 
fuel are as follows: moisture - 5.86, volatiles - 26.9'r, 
fixed carbon - 41.29, ash - 26.1's, sulfur - 0.73% and hearlr.9 
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value - 9693 Btu/lb. A more detailed discussion of the unit 
design and fuel properties is contained in Section 2 of this 
report. 

Construction of the new CFB boiler began in the spring of 1985 
and was completed over a two year period. First turbine roll 
was initiated in May 1987 and the first coal fires were 
achieved in June of that year. Following a start-up period 
which was prolonged by a two month outage from an overheat 
incident, acceptance tests on the design western bituminous 
coal were completed in October, 1988 and operational tests on 
a high ash (-33 wt.%) and high sulfur (-2.5 wt.%) western 
bituminous coals were completed the following year. 

1.2 SUMMARY OF THE DEMONSTRATION TEST PROGRAM 

Detailed planning for a test program was initiated by the 
Electric Power Research Institute (EPRI) in 1985. This 
included the development of test plans, resource planning, 
specifications and installation of additional instrumentation, 
data acquisition hardware and software, and specialized test 
equipment. Preparation for the test program commenced in 
February 1987 with the arrival of a permanent on-site testing 
staff. 

In August 1988, after expressing interest in the Nucla project 
as part of its Clean Coal Technology Program, the U.S. 
Department of Energy awarded a Cooperative Agreement No.DE- 
FC21-89MC25137 to the Colorado-Ute Electric Association, Inc. 
as co-sponsors of the test program along with EPRI. This was 
done after careful review of the overall scope and objectives ' 
of the Nucla project to verify the DOE's criteria for 
demonstrating clean coal technology in new and 
retrofit/upgrade applications. Administration of the 
cooperative agreement was performed by the DOE's Morgantown 
Energy Technology Center (METC) located in Morgantown, West 
Virginia. 

The objective of the DOE Cooperative Agreement was to conduct 
a cost-shared Clean Coal Technology Project to demonstrate the 
feasibility of circulating fluidized bed combustion technology 
and to evaluate economic, environmental, and operational 
benefits of CFB steam generators on a utility scale. This 
report addresses the economic performance of the Nucla CFB 
over the 29 month operating period covered by the cooperative 
agreement. 

To address the operational and environmental benefits of the 
technology, a total of 72 steady-state performance tests were 
completed during the test program. Of these tests, 8 were 
conducted on a local Nucla coal and 4 on a local Dorchester 
coal as part of alternate fuels testing, and 60 were completed 
on Salt Creek coal. This latter coal was the baseline fuel 
used for the test program. A total of 22 tests were performed 
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at 50% maximum continuous rating (MCR), 6 tests at 75% MCR, 2 
tests at 90% MCR, and 42 tests at full load (110 MWe). Except 
for limestone sizing tests, which were not possible with 
existing plant preparation equipment, all independent process 
variables proposed in the original test matrix were completed. 

Test results and information collected to satisfy the 
project's objectives have been documented in a series of test 
reports issued by CUEA as part of the DOE Cooperative 
Agreement. These reports include a w summarizing 
results over the duration of the test program, three Annual 
Technical covering the period from unit start-up 
through 1988, 1989, and 1990 through test completion, one 
Cuarterlv Technical Proaress ReoQLLT for the period from 
October 1990 through January 1991, and a Summary Report of all 
of the performance test data. The information in these 
reports are broken down into various study plan areas which 
include cold-mode shakedown and calibration, hot-mode 
shakedown, plant commercial performance statistics, 
performance testing, unit start-up (cold, warm, and hot), load 
following and rates of load change (dynamic response), solids 
and gas mixing, heat transfer, hot cyclone performance, coal 
and limestone preparation and handling, ash handling system 
performance and operating experience, tubular air heater, 
baghouse operation and performance, materials monitoring, 
reliability monitoring, and alternate fuels testing. 

1.3 SUMMARY OF THE ECONOMIC REPORT 

The objective of this report is to establish a database of 
costs associated with operating a circulating fluidized bed 
boiler for electric power production in a utility environment. 
Such data and information can be used by others for resource 
planning and for comparisons with competing technologies. 
Costs are also presented for the engineering, construction and 
start-up of the Nucla CEB. These are compared with estimates 
made in 1984 prior to completing detailed engineering. 

Detailed monthly operating costs over the testing period 
covered by the Cooperative Agreement, from September 1988 
through January 1991, are presented in Appendix D. An overall 
summary of cost data for this period is presented in the same 
format in Appendix C. These data were generated by CUEA using 
reporting requirements established by the Rural 
Electrification Administration's Uniform System of Accounts. 
This accounting system is consistent with that used by the 
Federal Energy Regulatory Commission's Uniform System of 
Accounts, which is prescribed for public utilities and 
licensees subject to the proVisions of the Federal Power Act. 
The definitions of terms used in the REA.code of accounts are 
contained in Appendix E. 
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To fulfil1 REA reporting requirements for research and 
development facilities, CUEA submits the top portion of REA 
Form 12d, shown in Appendix A, for each month of unit 
operation. The remainder of Form 12d groups the detailed 
costs contained in Appendix D into major cost categories. 
These include operations expenses which consist of fuel 
expenses (coal and propane), non-fuel expenses (steam, 
electric, miscellaneous steam power expenses and rents, and 
costs associated with supervision and engineering), 
maintenance expenses (supervision and engineering, structures, 
boiler plant, electric plant and miscellaneous plant). For 
total power costs, total fixed costs (depreciation, taxes, 
interest and insurance) are added to total production 
expenses. CUEA has completed the remainder of Form 12d for 
each month of unit operation to satisfy internal accounting 
practices and requirements of the Cooperative Agreement. 

Detailed costs in Appendix D form the back-up for completing 
the major cost categories in REA Form 12d. For example, steam 
expense, shown on line 7 of Form 12d under non-fuel expenses, 
is subdivided in Appendix D into boiler operation, pulverizer 
operation, on-site ash handling, stack monitoring, boiler 
water treatment, waste water management, National Pollution 
Discharge Elimination System (NPDES) permitting and testing, 
environmental auditing, laboratory operation, miscellaneous 
and special services, baghouse operations, and SO2 removal. 
The subcategories in Appendix D for the other major line item 
expenses on Form 12d are summarized in Section 4.2. In 
addition, the costs in Appendix D are further subdivided into 
direct labor, labor overhead, supplies, travel and 
transportation, meals, consultants, outside services, and 
other costs by internal CUEA accounting practices. 

Costs in Appendix C and Appendix D are also listed on a cost 
per megawatt-hour basis. This is based on the monthly and 
total net generationfor the reporting period from September 
1988 through January 1991. These values are summarised in 
Table 3-1 of Section 3 and are listed for each month in 
Appendix D. 

Section 4 of this report presents monthly operating costs for 
the reporting period based on the major category listings in 
the RSA Form 12d. Total costs are shown for each month of 
operation in tabular form and with line graphs. Total costs 
over the entire reporting period for each major and minor 
category are presented in tabular form along with costs per 
megawatt-hour, average costs per month, and percentages of 
total power cost. Pie charts are used where appropriate to 
visually represent these percentages. Total monthly costs and 
costs per megawatt hour are also plotted as a function of the 
net plant capacity factor. These data.are also shown in 
tabular form. 
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Specific costs associated with limestone, used by the process 
for SO2 control, are highlighted in Section 4. Also presented 
in more detail are costs associated with ash disposal. These 
costs differ somewhat from a pulverized coal plant due to 
differences in the nature and quantity of the waste product 
produced. 

Capital costs associated with engineering, construction and 
start-up of the Nucla CFB are presented in Section 4.1. These 
costs are divided into the following major category headings: 
1) boiler, 2) turbine-generator, 3) architect/engineer, 
4) earthwork, 5) concrete, 6) structural and architectural, 
7) mechanical equipment, 8) piping, 9) instrumentation and 
controls, 10) electrical equipment, 11) painting, 12) 
demolition, relocation and modification, 13) field 
distributables and contractor home office, 14) CUEA 
engineering for start-up and construction management, 
15) allowance for funds during construction, 16) accumulated 
interest, taxes, and insurance, 17) book value of old plant, 
and 18) project participation. Costs are compared to 
published estimates made in 1984 prior to completing detailed 
engineering for the repowered station. Causes for cost over- 
runs in some of the above categories are also presented. 

Section 4.3 lists unit costs for coal, limestone and ash 
removal, tabulates monthly and total quantities of coal and 
limestone consumed and ash generated. It also shows a 
breakdown of staffing requirements of the plant over the 
course of the test program. This information can be used by 
others to adjust costs of labor, fuel, limestone and ash 
disposal for other applications and situations where CFB 
technology is used. These may include differences in fuels 
(higher or lower sulfur and ash contents), in ash disposal 
requirements, and in staffing philosophies. 
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Section 2 

PROJECT OVERVIEW 

2.1 PROJECT ORIGINS 

The Nucla Circulating Fluidized Bed Demonstration Project's 
origins began in 1982. At that time, Colorado-Ute Electric 
Association, Incorporated began a study to evaluate options 
for upgrading and extending the life of the Nucla Power 
Station. Located in southwestern Colorado near the town of 
Nucla (see Figure 2-l), this station was commissioned in 1959 
with a local bituminous coal as the design fuel for three 
identical 12.5 MWe stoker-fired units. Due to poor station 
efficiency, high fuel costs, and spiraling maintenance costs, 
the Nucla Station was forced into a low priority in the CUEA 
dispatch order during the beginning of the 1980's. 

Among the options considered by CUEA was using the site as a 
host for the demonstration of Atmospheric Fluidized Bed 
Combustion (AFBC) technology. The anticipated low 
environmental impact and attractive economics of a 
circulating AFBC led to CUEA's decision to proceed with the 
design and construction of a demonstration project in 1984 at 
the Nucla facility. 

Studies produced by CUEA in 1983 and 1984 indicated that the 
new circulating AFBC boiler technology would provide the 
following benefits: 

. Increase plant capacity from 36 MWe gross to 110 MWe gross 
for an investment of approximately $840/kW. 

. Improve the station heat rate by approximately 15%. 

. Reduce fuel costs (approximately 30%) by burning a local, 
lower quality fuel. 

. Reduce emissions to the point where anticipated New Source 
Performance Standards for SO2 and NOx could be met. 

. Extend the plant operating life by approximately 30 years. 

The decision to proceed with the demonstration project was 
based on many factors. Among these were two boiler design 
studies conducted by Combustion Engineering/Lurgi and 
Pyropower Corporation in late 1983. These design studies for 
a circulating AFBC retrofit of the Nucla Station were 
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sponsored by the Electric Power Research Institute (EPRI). 
In the evaluation, CUEA completed the following: 

. Reviewed the design, back-up data, and experience base 
cited by the manufacturers. 

. Identified areas of possible technical risk. 

. Identified design studies and test programs that could 
mitigate these risks. 

. Developed fall-back designs in the event that selected 
designs did not perform as predicted. 

. Assessed the risks to the utility. 

. Developed a strategy for negotiating with the equipment 
suppliers and others. 

CUEA judged that Pyropower's proposal had a lower combined 
capital and life cycle cost, and therefore awarded them the 
Nucla Station circulating AFBC boiler contract. Tests of the 
local Nucla coal and limestone at Ahlstrom's (Pyropower is a 
subsidiary of Ahlstrom) small scale pilot circulating AFBC 
plant in Finland produced results that enabled further 
refinement of the design for the boiler and auxiliary 
equipment. 

To reduce the potential technical risks assumed by CUEA in 
this first utility-sized circulating AFBC demonstration in 
the United States, the following were negotiated: 

. The various equipment vendors and the architect/engineer 
of the project agreed to postpone payments until the unit 
was operational. 

. The Electric Power Research Institute funded a two-year 
test program to characterise performance of the plant, and 
assumed the risk for noneconomical operation during that 
same period. 

In 1984, the National Rural Utilities Cooperative Finance 
Corporation (CFC) approved a loan for the total project cost 
of $87 million. Regarding permits and licensing, the Rural 
Electrification Administration gave approval on the basis of 
the borrower's environmental report in a relatively short 
time period. This was possible because an environmental 
impact statement was not required. 

Construction of the new circulating AFBC boiler began in the 
spring of 1985 and was completed over a two year period. 
First turbine roll was initiated in May 1967 and first coai 
fires were achieved in June of that year. Following a one 
year start-up and shakedown period, acceptance tests on ths 
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local design bituminous coal were performed in October 1988, 
and operational tests with a high ash (- 33 wt.51 and high 
sulfur (-1.5 wt.%) coals were completed the following year. 

2.2 PLANT AND EQUIPMENT OVERVIEW 

The Nucla Circulating AFBC demonstration project consisted of 
in-place retirement of the three stoker-fired boilers and 
replacement with a new circulating AFBC boiler and balance- 
of-plant equipment to increase the station's gross generating 
capacity from 36 MWe to 110 MWe. The original station is 
shown in Figure 2-2. Construction of the new boiler began in 
1985. The completed boiler house superstructure is shown in 
Figure 2-3. The completed plant is shown in Figure 2-4. A 
simplified overall plant layout diagram is presented in 
Figure 2-5. 

The new circulating ~AFBC boiler generates 925,000 lb/h of 
steam at 1510 psig and 1005 "F, utilizing a twin combustion 
chamber design with a height of approximately 110 feet and a 
total plan area of 1055 square feet. During design stages, 
the twin chamber arrangement allowed for a safer 2:l scale-up 
from earlier industrial designs. This represented a 
significant scaling step in the use of this technology. As' 
mentioned, the scale-up did not appear to compromise the 
benefits of lowered capital costs and improved environmental 
performance when compared to other generation technologies. 

The two combustion chambers have individual systems for fuel, 
air, and sorbent supply and ash removal. Because both 
chamber3 Share a common steam/water circuit and steam drum, 
independent firing is not possible. Coal is gravity fed at 
two locations along the front wall and to the recycle loop 
seal return leg along the rear wall of each chamber. 
Limestone is pneumatically conveyed in the vicinity of the 
coal feed points along the front and rear walls and to a 
singie location along the side wall of each chamber. 

Figure 2-6 is a general arrangement side view of the 
combustion chambers, cyclone separator, convection pass, and 
tubular air heater. Each combustion chamber is equipped with 
four panels of wrap-around, radiant superheater surface along 
three walls in the upper furnace section. The cyclones are 
approximately 23 feet in diameter and are refractory lined 
with a combined 1 foot layer of insulating and abrasion 
resistant refractory surface. The outlets of the cyclones 
join together and enter a common convection pass. Captured 
solids are recycled to the combustion chambers through loop 
seals located near the bottom of each chamber. Flue gas 
flows through a common convection pass, tubular air heater, 
shake/deflate type baghouses (three from the original stoker- 
fired units and a fourth new baghouse), and induced draft fan 
to the stack. 
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. ..-_ IVPERHEAIER 111 /I 

UPERHEATER I 

Figure 2-6. Side View of 110 MWe Nucla CFB Boiler. 
(Source: Fyropower Corporation) 
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Extensive use of existing equipment was made during the plant 
modifications. This includes the coal receiving, preparation 
and storage equipment, baghouses, feed water systems, 
condensers, and the three 12.5 MWe turbine generators. 
Extraction steam from a new 74 MWe turbine is used to supply 
the existing 610 psig turbines. The three old stoker units, 
including their feed and draft systems and high pressure feed 
water heaters, represent the major equipment items retired 
for the upgrade. A summary of the new and refurbished/reused 
equipment items used on the project are listed below. A 
simplified schematic of the entire Nucla Plant arrangement is 
shown in Figure 2-7. 

1. 

2. 

3. 

4. 

5. 

6. 

7. 

8. 

9. 

Boiler pressure parts consist of membrane wall 
construction. These include the water-cooled primary 
air distributor, combustion chambers and convection 
section. Also included in the design are superheater 
sections (including radiant sections located in the 
upper freeboard regions of the combustors), economizer, 
steam drum and downcomers, desuperheaters 
(attemperators), and boiler interconnecting piping. 

Variable speed controlled primary air, secondary air, 
and induced draft fans. 

Bed ash removal and cooling equipment including four 
fluid bed cooler/classifiers, four rotary airlock 
valves, two water-cooled screw conveyors, and an ash 
cooling fan. 

Coal feed equipment including six gravimetric feeders 
and six rotary airlock valves. 

Limestone feed equipment including two gravimetric 
feeders, eight rotary airlock valves, and eight 
pneumatic transport systems and lines from the 
gravimetric feeders to the combustion chambers. 

Bed recycle equipment including refractory lined hot 
cyclones and loop seals, and two high pressure blowers 
for fluidizing air (one blower is a back-up). 

Six in-bed startup burners and two duct burners. 

Tubular air heater with clean air on the shell side and 
hot flue gas on the tube side. 

Miscellaneous boiler items, including insulation, 
lagging, casing, sootblowers, and boiler vent and drain 
equipment. 

10. New limestone receiving, storage, preparation and 
conveying equipment from the preparation area outside 
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the boiler building to the in-plant storage silos 
located above the gravimetric feeders. 

11. A new steel stack. 

12. A refurbished plant coal handling system and new coal 
handling equipment to prepare and deliver coal to the 
two day silos located inside the boiler building. 

13. Three refurbished baghouses and a new baghouse, all of 
which operate in parallel and remove particulate matter 
from the flue gas stream of the new APBC boiler. 

14. Refurbished, modified, and new equipment combinations on 
the bottom ash and fly ash handling and storage 
equipment. 

15. The original three 12.5 MWe turbine-generators now 
operate off of a new 74 MWe single automatic extraction 
turbine-generator. 

16. Piping systems have been added for main steam, 
extraction steam (including a controlled extraction line 
from the new turbine to the three existing 12.5 MWe 
turbines), and auxiliary steam. 

17. New high pressure feed water cycle equipment has been 
added including boiler feed pumps and high pressure feed 
water heaters. 

18. One refurbished and one new plant circulating water 
cooling system have been added, each consisting of a 
mechanical draft evaporative cooling tower and 
circulating water pumps. 

19. Refurbished and new low pressure feed water cycle 
equipment have been added for each turbine-generator 
unit. This includes condensers, condensate hotwell 
pumps, low pressure feed water heaters, deaerators, and 
new condensate forwarding pumps. 

20. Refurbished and new plant water systems have been added 
including a new boiler make-up demineralizer system. 

21. Refurbished and new miscellaneous mechanical equipment 
has been added including heating, ventilating and air 
conditioning (HVAC) equipment, air compressors, fire 
protection system, and new propane system. 

22. Plant instruments and controls have been added on the 
new boiler system including a new plant distributed 
digital control system. 

23. Plant electrical equipment and systems. 
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A summary of the major equipment specifications for the Nucla 
CFB is shown in Table 2-l. The list includes the new CFB 
boiler, fans, baghouses, ash handling facilities, new 74 MWe 
turbine generator, existing three 12.5 MWe turbine 
generators, condenser, boiler feed pumps, feed water heaters, 
and deaerator. Full-load performance parameters are 
summarized in Table 2-2. 

The plant was designed to burn a locally mined western 
bituminous coal with a high variability in ash, heating 
value, moisture, and sulfur content. Table 2-3 summarises 
the properties of this coal and the ranges of values burned. 
The coal supply was changed in the summer of 1989 to take 
advantage of a more economical fuel supply. The new coal, 
Salt Creek, is also a western bituminous coal, but is more 
homogeneous and has less ash than the design coal. The 
properties of Salt Creek coal are also listed in Table 2-3. 
The state emission regulations are compatible with the New 
Source Performance Standards for this size unit and are shown 
in Table 2-4. Supplemental NOx control schemes were not 
required to meet these standards. SO2 emissions are 
controlled with limestone addition to the lower region of the 
combustion chambers. 

Table 2-3. Properties of Peabody and Salt Creek Coals 

Sab Creek 
Heating Value, Btu/lb 7,490-11,840 10,460 
Sulfur, wt % 0.51-2.75 0.44 
Ash, wt % 9.8-42.8 14.6 
Moisture, wt % 4.1-14.9 10.0 
Fixed Carbon 43.5 43.4 

(acceptance test value) 
Volatiles, wt % 28.4 32.3 

(acceptance test value) 

Table 2-4. Nucla Plant Emission Requirements 

Particulates 0.03 lb/MBtu 
NOx 0.5 lb/MBtu 
so2 0.4 lb/MBtu 
co No Requirements 

2.3 THE DEMONSTRATION TEST PROGRAM 

Because of the potential offered by the use and 
commercialization of circulating AFBC technology to the 
electric power industry, CUEA and EPRI initiated a test 
program to study the Nucla circulating AFEC boiler and its 
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Table 2-l. Summary of Equipment Specifications 

- Steam flow, lb/h at MCR 925,000 
- Superheater outlet pressure, psig 1,510 
- Superheater outlet temoerature. OF 1,005 

1,128.3 - Combustion rate, Btu/h-• 106 
- Coal consumption, ton/h 
- Number of coal feeders 
- Limestone consumption, ton/h 
- Number of limestone feeders 
- Number of limestone feed points 

58.2 

i.2 
1 per combustor 
4 per combustor 

- Manufacturer 
- Capacity, 1000 acfm at 

boiler rating 
- Drive 

Type 

American Davidson 

213.9 

HP 
Manufacturer 

Adjustable frequency 
synchronous motor 
3,500 
Westinghouse 

- Manufacturer 
- Capacity, 1000 acfm at 

boiler rating 
- Drive 

Ww 

American Davidson 

447.8 

HP 
Manufacturer 

Adjustable frequency 
synchronous motor 
3,250 
Westinghouse 

Air Fan 
- Manufacturer 
- Capacity, 1000 acfm at 

boiler rating 
- Drive 

Wpe 

American Davidson 

66.1 

HP 
Manufacturer 

Adjustable frequency 
synchronous motor 
700 
Westinghouse 

Boiler 
- Manufacturer 
- rype 

Pyropower Corporation 
Dual combustion chamber, 
circulating fluidized 
bed combustor 
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Table 2-l. Summary of Equipment Specifications 
(continued) 

- Three existing baghouses (50% of 
total flue gas flow) Wheelabrator-Frye 

- One new baghouse (50% of flow) Research-Cottrell 
- Effluent particulate loading 0.03 lb/104 Btu 

. Flv Ash &&Lina Fm 
- Manufacturer 

- Type 
- Capacity, ton/h 
- Silo Storage, cu. ft. 

United Conveyor on all new 
equipment. Allen-Sherman- 
Hoff on existing equipment. 
Vacuum pneumatic 
30 
60,000 

- Manufacturer 

- Type 
- Capacity, ton/h 
- Silo Storage 

United Conveyor on all new 
equipment. Allen-Sherman- 
Hoff on existing equipment. 
Vacuum pneumatic 
20 
10,940 

- Manufacturer 
- Type 

- Continuous Output. We with 
full extraction 

- Throttle Steam Flow, lb/h with 
full extraction 

- Generator continuous, kVA 
- Extraction Steam Pressure, psig 
- Extraction Steam Temperature, "F 

Westinghouse 
Single casing, auto- 
extraction, condensing 

74 MWe 

925,000 
88,200 
625 
800 

1.2.1 
- Manufacturer Delaval 
- Output. We each 12.6 
- Steam source Unit 4 extraction 
- Throttle steam flow, lb/h each 123,000 
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Table 2-1. Summary of Equipment Specifications 
(continued) 

- Manufacturer 
- Surface Area, 1000 sq.ft. 
- Number of water passes 
- Air removal equipment 

- Manufacturer 
- Number 
- Capacity of each, gpm 
- Total head developed, ft 
- Drive 

ww 
HP of each 
Manufacturer 

- Manufacturer 
- Number of closed heaters, HP/LP 
- Final feedwater temperature, OF 

- Manufacturer 
- Number 
- WPe 

Southwestern 
45.7 
L 
Steam jet air ejector 

Byron Jackson 
2 
1,312 
4.368 

Motor 
1,750 
Westinghouse~r 

Southwestern 
2/2 
439 

Graver 
1 
Direct Contact 

(Source: Detailed Public Design Report) 
"L 
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Table 2-2. Full-Load Boiler Performance Summary 

. Superheater outlet 
- Steam flow 
- Steam temperature 
- Steam pressure 

. Boiler Design Pressure 

. Sootblowing Steam 
- Flow 
- Pressure 
- Temperature 

. Fuel Input 
- Design Coal A 
- Design Coal B 

. Drum Pressure 

. Economiser 
- Inlet pressure 
- Inlet temperature 
- Outlet temperature 

. Excess Air 

. Primary Air Temperature 

. Secondary Air Temperature 

. Flue Gas Flow 

. Heat Release 

. Boiler Efficiency 

. Flue Gas Temperatures 
- Leaving combustors 
- Leaving air heater 

. Boiler Emission Limits 
- Particulates 
- NOx 
- so2 

925,000 lb/h 
1005 f 10 'F 
1510 psig 

1760 psig 

27,000 lb/h 
1610 psig 
801 OF 

116,400 lb/h 
143,200 lb/h 

1655 psig 

1689 psig 
440 ='F 
536 ='F 

20% 

374 OF 

363 OF 

1,103.7 klb/h 

1,128 MBtu/h 

88.27% 

1600 "F 
258 =‘F 

0.03 lb/MBtu 
0.5 lb/MBtu 
0.4 lb/MBtu 

(Source: Detailed Public Design Report) . 
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operating characteristics. The test program was conducted in 
conjunction with two other EPRI-sponsored AFBC demonstration 
projects: Northern States Power Company's bubbling 130 MWe 
Black Dog conversion project and Tennessee Valley Authority's 
bubbling 160 MWe Shawnee repowering project. 

Detailed planning for a test program was initiated by EPRI in 
1985. Test plans were developed to accommodate data 
collection in seventeen topical areas. During the 
construction phase of the new boiler, EPRI installed special 
hardware for the test program including instrumentation, data 
acquisition and processing equipment, and solids sampling and 
preparation equipment necessary for the two year test 
program. On-site preparation for the test program commenced 
in February 1987 with the arrival of the permanent testing 
staff. 

Through the third quarter of 1988, the Cold-Mode Shakedown 
Plan was implemented. This involved calibrating 
instruments,commissioning the data acquisition system, 
developing specialized software, procuring and commissioning 
equipment for the solids preparation laboratory and other 
specialised test instrumentation, developing procedures, and 
training test personnel. This work was largely completed by 
October 1988. Also during this period and through the 
remainder of the test program, data were collected to satisfy 
the requirements of the topical test plans. 

In August 1988, after expressing interest in the Nucla 
project as part of its Clean Coal Technology Program, the 
U.S. Department of Energy awarded a Cooperative Agreement 
No.DE-FC21-89MC25137 to CUEA as co-sponsors of the 
Demonstration Project. This was after careful review of the 
overall scope and objectives of the Nucla project to verify 
the DOE's criteria for demonstrating clean coal technology in 
new and retrofit/upgrade applications. The primary objective 
of this Cooperative Agreement was to conduct a cost shared 
clean coal technology project to demonstrate the feasibility 
of circulating AFBC technology and to evaluate the economic, 
environmental, and operational benefits on a utility scale. 
The Cooperative Agreement was administered by DOE's 
Morgantown Energy Technology Center located in Morgantown, 
West Virginia. 

Phase I of the demonstration test program began in February 
1987 and was completed in June 1990. This segment of the 
test program was jointly sponsored by EPRI and the DOE. 
Phase II of the test program commenced at the conclusion of 
this period and was completed in January 1991 with sole 
sponsorship by the DOE. The database and information 
generated during these'two phases represents the most 
comprehensive and available resource of its kind in the 
circulating AFBC technology area. The information has been 
compiled into a series of reports prepared by CUEA for the 
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DOE as part of the Cooperative Agreement. These reports 
include: 

1. Detailed Public Design Report 

2. Quarterly Technical Progress Report: covering period 
from October 1990 through December 1990. 

3. Annual Technical Progress Report: Start-up through 1988 

4. Annual Technical Progress Report: 1989 

5. Annual Technical Progress Report: 1990 through Test 
Completion 

6. Final Technical Report: August 1986 through January 1991 

7. Economic Evaluation Report 

8. Demonstration Program Performance Test Summary Reports 

The information and data presented in this report satisfies 
the Economic Evaluation Report listed as item 6 above. 
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Section 3 

PLANT OPERATIONAL STATISTICS 

3.1 SUMMARY 

the This section summarizes plant operational statistics for 
period from September 1988 through the conclusion of the 
Phase II test program in January 1991. This interval 
coincides with the monthly economic data presented in th 
report. Monthly operational statistics are presented in 
order to equate the various plant operating costs with 
factors such as operating availability, equivalent 

is 

availability, capacity factor, net plant heat rate and net 
generation. For example, monthly fuel costs will increase 
along with the monthly capacity factor. 

Table 3-l shows the monthly plant commercial performance 
statistics including operating availability, equivalent 
availability, capacity factor, net plant heat rate and net 
generation. These items are also shown graphically in 
Figures 3-l through 3-5. Detailed monthly operating 
statistics are presented in the Annual Technical Progress 
Reports (Start-up through 1988, 1989, and 1990 through Test 
Completion) and in the Final Technical Report covering the 
period from start-up in 1987 through test completion in 1991. 
Section 3.2 presents the definitions used in determining 
these statistics. 

During the 1988-1991 period, the average operating 
availability was 60.1%, equivalent availability was 56.5%, 
capacity factor was 40.6%, and net plant heat rate was 12,055 
Btu/NkWh. The highest operating availability of 97.9% was 
achieved in December 1990. The highest unit capacity factor 
of 85.7% was achieved in November 1990. The lowest average 
on-line net plant heat rate of 11,102 Btu/NkWh was achieved 
in January 1991. The lower values for operating 
availabilities (less than 50%) shown in Figure 3-l were the 
result of forced and planned outages that are described 
below. Equivalent availabilities and capacity factors shown 
in Figures 3-2 and 3-3 are correspondingly low for these 
periods. 

. September 1988. Planned outage from August 11 through 
September 16, 1988 to upgrade the bottom ash transport 
system and to replace bubble cap retaining washers in the 
lower combustion chambers, ash coolers, and loop seals. 

3-l 



T ~11,ntl1 m!!perrlinp ~Equjv;~IenI Heal Kate ~..__ Net _ 
Avail. (5%) Avail. I%) , tHtu/NkWh) Gen. (MU’h 

Sep-88 23,s “a 12.427 ~’ 9.895 
Oct.YY 68.1 na 41.6 12.168 34.989 
Nov.88 18.9 na 48.5 1’1.673 “, 34.284 
Dee-68 81.6 na 46.1 12.301 33,790 

Jan-89 ,~,‘,I$.3 ~~” t-la 9.3 “~ l 1 :i 
a 

8 3:: t,:::;::: :~,:,~::~j_:,_:::::il:jj::-:::j:,: “,‘, 
~,:::: :,, ::::::<:i:&. 9,p 

Feb-89 26.0 na 13.0 13,424 
,, ;I~;:: ~$ j:$; ::;y :, .:~, ::;~I ;, 

,~,, 7,799 

Mar-89,~ ,,~;.~ 
~r(a ::, ,~‘;r:,: 60.2 f ~;~~~~l-o:i~~:;i ,~~ii~3::~r:sb~~~~ 

.,.,.,, ,... .,i.,.. ~,~.., ) 
Apr-89 69.1 na 46.2 12,069 32,446 .,~,., ~:,: ~,~, 
May-89~ ~.,:, ~+;;:$a ,‘:5 ;:;,~:_:::i:. r ~,,j’:~,~: :, .~n * g: :. ::, L ~,I;;0 ~~,~~: ~’ ,i ,3,~~~r~~i:- :~~~~ijl~:3:$ ::_i: 

Jun-a9 75.5 “a 11,800 37.592 
Julg~, ,~.:-ll-:ii:l:;:-l~a.~~,~,,~ ::; :; ~+ ~, ,64.;9,:;;& 

t ~~;~~~~~~~~~~~~~l ‘::;‘ii:::“,“::,:‘~‘,: ~‘~:‘:“:’ 
,;I:: ::i:l:,~: ,~:i,& T.-i12 &ii;i 

Aua-89 52.5 29.2 23.8 12.429 16.655 
,,~ep,$$y,j ‘~:,-ii-_::-::::i:4:~,.0~~:::, :,:;~~ &::, ,‘a 6 .O; 7;;, ,#::.,::~I: 3~,f&p .~:~, .:~ 

~, ,12~~~~~~~ ‘~~~~~~~~~i 

OCI-a9 12.5 12.5 10.0 11.876 6.823 
::‘i~~~~~~~~~~~~~ ~~S~~~,~~~ 

,,,, 
$&&gpl; :i"l'~~~~~.;'~~~-_-:: 

“““~“~““’ .‘: ...,. :-*> ..,..... ~‘.‘: :;;~<.:.::$: :. ‘.$::, :$f;*:?,. .~ . . ~:;.: :.:, ): :,:. ~:.~ 
,~.,~::::::‘;:::::::. .1.. . .._. ,.....,,.. ~*.>... 

~: .:yjb3~/ 
,.,r; ,,., ;..-“, 

“Y y, ::.:‘:r::iii’~~ :~~~:::~~~~~~~ 
.,,~, :.: .; ..t. ~,. .,...,. ~;::>*x< .:y&e;:::.: ,.,. ~,~ ~, x. 

Dee-89 65.5 64.8 56.2 11.934 
~~~~~~~~~~~~~~~~ ,:i:-iiis~ .o:~~~~~ 

,,, ,.,,,,,, 41,317 ,,,,,.,. 
J&g& ‘,j ,.$!:: $4 j ::,::-: .@g i ~~~~~~~~i :~~~~:ow:~i ,,: e_j 

Feb-90 21.3 18.4 ,.: ,~, ~‘4.9:~.:.., 11.638 10.297 
~MaiZJiT :.::i,iii::-:sz:l-li.::_::i:,-i_ <;$-;< 7~9-9,.:, ,&: : ~‘~ 7&J :~:.; ,i:~ l-$~,@&;;: :li:I~~~-5%.:~~4 j,;:: 

APr-90~. 87.8 75.1 11.596 59.526 ,,. 
,Mq(-‘)Q i:l;_ii:.3-e,:::l~~~~, “;::i; ;;~yy’ ~,:‘i:‘::l,:::: 

,~,~ :~:::i::j~ ~$3.9, ;~~~ !: ‘.:.t:ii,~:~~:i,._,;l i~~~~~~~r~a:a:-,_ 

Jun-90 69.4 69.0 12.313 39.437 .~~ 
~Jui -8Q.‘::: 

~~i~,~~i:-;l:j,a-;,-i’:-‘-::: ::fy$:;; ‘i::.::::~ iygx;:; 
.,,.;.~~:,r,:~~g,X),:~:::c: 

.::;:::: :Y;-.‘: ~~~ ~~~~~~~ if; ,_~ t”t’:,:,.~ ,;~~~~ 

(!“a-90, 51.8 51.7 
,Sep+? 

,,:::~~~~~~~~~~~~~~ii ::~~~~~s;:~~~ 

act-90 63.0 ~~, ,~~.:.:.~.:.~,:.:,~.:.~,~~~.~;:.~.~.~,.~!~..~ ,., .$,2.5 
,,, 

:Ni&~O.: ~--i~~~i,,,-~~~;: ~~~~~~~~ 

Dee-90 91.9 97.6 11.767 54.964 
::&&j i:: ~~~ii:-::ias:,:Q~,~;:~:~.:: :~I ‘z:=y :~~~~“::.li‘ y ‘..~:~~~~~ .:..-:‘~~~~~~: :‘;~~ ::y’:::::;:‘:;; 

m, ,::..: ,.~- ~.:I., .:,,+42 ,f61 

AVeraRCS 60.1 56.5 40.6 12.055 29.612 
a - not available) I I / Total 1 860.475 ] 

Table 3-l. Nucla CFB Operational Performance StaciStiCS. 
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I 

January/February 1989. Outage from January 5 through 
February 13, 1989 to repair/replace damaged refractory in 
the cyclones, loop seals and lower combustion chambers. 

May 1989. Forced OU++ges from April 27 through May 10, 
1989 and from May 14 through May 22, 1989 to 
repair/replace boiler feed pumps. 

September 1989. Planned outage from September 23 through 
October 9, 1989 to replace the primary air fan wheel. 

October 1989. In addition to the outage listed above, a 
second forced outage was required from October 13 through 
November 11, 1989 due to a tube failure on the secondary 
superheater in combustor B. 

February 1990. Forced outage from February 10 through 
February 21, 1990 due to a secondary superheater tube 
failure in combustor A. 

May 1990. Forced outage from May 2 through May 20, 1990 
due to a secondary superheater tube failure in combustor 
A. 

July 1990. Forced outage from June 28 through July 10, 
1990 and from July 17 through July 28, 1990 resulting from 
secondary superheater tube failures on combustor A. 

August 1990. Forced outage from August 1 through August 
19 due to water-wall tube failures on combustor A. 

September 1990. Forced outage from September 16 through 
October 6, 1990 due to a secondary superheater tube 
failure on combustor A. 

The high availabilities during November and December of 1990 
and January 1991 reflect a temporary resolution to problems 
with secondary superheater tube failures in combustor A. A 
summary of all unit outages and more detailed descriptions of 
the above events are contained in the Annual Technical 
Reports and in the Final Technical Report for this project. 

In general, the unit was base-loaded during the operating 
period shown in Figure 3-3. Exceptions ,include planned 
deratings to complete low load performance tests as part of 
the test program and short-term forced derates. The latter 
were ~required to repair or modify equipment components 
including cooling tower circulation pumps, boiler feed pumps, 
coal delivery equipment, the limestone feed system, the 
bottom ash removal system, and forced draft fans. 
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3.2 DEFINITION OF TERMS 

The following definitions apply to the data presented above 
and are consistent with those used by the North American 
Electric Reliability Council/Generating Availability Data 
System (NERC/GADS). 

. . ODeratina - (Available hours/Period hours)*lOO%. 

Available - State in which the unit is capable of providing 
service, whether or not it is actually in service, regardless 
of the capacity level that can be provided. 

e Hoa - Sum of all service hours and reserve 
shutdown hours. Stated in another way, these hours represent 
the period hours less planned outage hours, forced outage 
hours, and maintenance outage hours. 

Period -Rate (On l- - . - [Coal Higher Heating 
Value (HHV) * Coal Consumed] + [(Gas HHV l Gas Consumed (on- 
line) )/Net Generation]. 

a - (Gross Generation/Gross Maximum Capacity) * 
100%. Note that capacity factors presented in Table 3-l and 
Figure 3-3 use this equation prior to July 1990 and use the 
net capacity factor equation following July 1990. 

# . . Equivalent - [(Available hours - (Planned Derate 
+ Unplanned Derate))/Period hours]*lOO%. Note that 
equivalent availabilities presented in Table 3-l and Figure 
3-2 use the definition for gross equivalent availability 
prior to July 1990 and use the above equation following July 
1990. 

weed Deratino/Curtailment - An unplanned component failure 
or other condition that requires the load on the unit be 
reduced immediately or before the next weekend. 

Forced Out- - An unplanned component failure or other 
condition that requires the unit be removed from service 
immediately or before the next weekend. 

mss Actual Generation - Actual number of electrical 
megawatt hours generated by the unit during the period being 
considered. 

acltv Faca - (Gross Actual Generation / (Period 
hours * Gross Maximum Capacity)) l 100%. 

FOSS cuiva en t Avail- - (Gross Maximum Capacity * 
Available hours - Megawatt hour (MWh) loss due to Derating) / 
(Gross Maximum Capacity l Period hours). Note in Table 3-l 
and Figure 3-2, equivalent availabilities use this definition 
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prior to July 1990 and the equivalent availability equation 
listed above following July 1990. 

Gross - Maximum capacity a unit can sustain 
over a specified period of time when not restricted by 
seasonal or other deratings. 

p - The removal of a component for 
scheduled repairs that can be deferred beyond the end of the 
next weekend, but requires a reduction of capacity before the 
next.planned outage. 

ce Ow - The removal of a unit from service to 
perform work on specific components that can be deferred 
beyond the end of the next weekend, but requires the unit be 
removed from service before the next planned outage. 
Typically, a maintenance outage may occur anytime during the 
year, may have flexible start dates, and may or may not have 
a predetermined duration. 

Net Actual Gem (MWh.l - Actual number of electrical 
megawatt hours generated by the unit during the period being 
considered less any generation (MWh) utilised for that unit's 
station service or auxiliaries. 

citv Fact= - [Net Actual Generation/(Period Hours * 
Net Maximum Capacity)] * 100%. Note in Table 3-l and Figure 
3-3, capacity factors are calculated using the capacity 
factor equation prior to July 1990, and the above definition 
following July 1990. 

Net - Gross maximum capacity less the unit 
capacity utilised for that unit's station service or 
auxiliaries. 

of Unjt - The number of times the Unit 4 
generator was electrically connected to the system during the 
reporting period. 

d How - Number of hours a unit was in the active 
state. 

Planned - The removal of a component for repairs 
that is scheduled well in advance and has a predetermined 
duration. 

Planned Outa- - The removal of a unit from service to 
perform work on specific components that is scheduled well in 
advance and has a predetermined duration (e.g., annual 
overhaul, inspections, testing, etc.). 

eserve utdown - A state in which a unit is available but 
not in service for economic reasons. 
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or planned derating. 
- The extension of a maintenance 

Scheduled - Scheduled deratings are a 
combination of maintenance and planned deratings. 

led Outam - The extension of a maintenance 
or planned outage. 

Scheduled Outa- - Scheduled outages are a combination of 
maintenance and planned outages. 

Service Hours - Total number of hours a unit was electrically 
connected to the system. 

Unavailable - State in which a unit is not capable of 
operation because of the failure of a component, external 
restriction, testing, work being performed, or some adverse 
condition. 

Unavailablp - Sum of all Forced Outage Hours, 
Maintenance Outage Hours, and Planned Outage Hours. 

Unplanned - Sum of all hours experienced during Forced 
Deratings, Maintenance Deratings and Scheduled Derating 
Extensions of any Maintenance Deratings. 

Unplanned - Sum of all hours experienced during Forced 
Outages, Maintenance Outages, and Scheduled Outage Extensions 
of any Maintenance Outage. 
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Section 4 

ECONOMIC DATA PRESENTATION 

This section provides data and information related to plant 
capital costs for engineering, construction and start-up of 
the Nucla CFB repowering project. Monthly operating costs 
are shown for the 29 month testing period covered by the 
Cooperative Agreement (September 1988 through January 1991) 
which followed the start-up period. In addition, unit costs 
for coal, limestone and ash disposal are presented along with 
total quantities consumed or generated during the reporting 
period. These quantities, along with staffing requirements 
for the plant, will allow adjustments to be made to the cost 
data for other CFB applications and operating philosophies. 

4.1 CAPITAL COST SUMMARY 

This section presents capital costs for engineering, 
construction and unit start-up and compares these with 
estimated capital costs made in 1984 prior to project 
approval. Although electric generation was first achieved in 
May 1987, full power production at 110 MWe gross was not 
accomplished until March 1988. Following further equipment 
shakedown and debugging, the plant completed the first set of 
acceptance tests on design coal in July 1988 and a second set 
in October 1988. The engineering, construction and start-up 
costs are based on expenses accrued between the start of the 
project in 1985 through August 1988. 

4.1.1 CaDital Cost EstW 

Table 4-1 shows a comparison of published estimated versus 
actual capital costs for the Nucla CFB Demonstration Project. 
The estimated capital costs appeared as Table 5 on page 38 in 
the "Detailed Public Design Report" prepared for the U.S. 
Department of Energy under Instrument No.DE-FC21-89MC25137. 
The categories and procedures used for these estimates were 
based on United Engineers and Constructors Estimating 
Standards applicable at the time. 

The original 1984 estimate for the total project cost of 
$86,670,000 shown in Table 4-l was made after obtaining firm 
price quotations for some of the major equipment items. 
Despite not having completed detailed planning at the time of 
the original estimate, this total project cost represented a 
capital cost for installed generation of $788/kW. This was 
lower than the cost estimate for a 100 KWe pulverized coal- 
fired unit and considerably less than the incremental 
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Table 4-l. Comparison of Projected versus 
Capital 

. 

. 

. 

. 

. 

. 

. 

. 

. 

. 

. 

. 
l 

. 

. 

. 

. 

. 

Boiler 
Turbine-Generator 
Architect/Engineer 
Earthwork 
Concrete 
Structural and 
Architectural 
Mechanical Equipment 
Piping 
Instrumentation and 
Controls 
Electrical Equipment 
Painting 
Insulation 
Demolition, Relocation 
& Modification 
Field Distributables & 
Contractor Home Office 

Subtotal 

CUEA Engineering, 

costs. 

Estimate, $ 
Sent. 1984 
29,980,000 

7,000,000 
3.200,OOO 

360.000 
1,360;OOO 

870,000 2.547.240 192.8 
9.230.000 10,040,490 0.8 
2,810,OOO 4,580,003 63.0 

430,000 2,153.089 
3.450.000 6.597.932 

10,000 0 
920,000 838,571 

400,000 

9.430.000 

59.450.004 

754,925 

11.497.889 

400.0 
91.2 
N/A 
(8.9) 

00.7 

21.9 

86.983.2761’ 221 

Start-up & Construction 
Management 5,600,OOO 
Contingency 6,230,OOO 

Total Plant Coot &280.00Q 

Allowance for Funds 
During Construction 5,390,ooo 

Total Project Coat fi,670.OOQ 

Accumulated Interest, 
Taxes, & Insurance 2,430,OOO 

Total Cost-Conetruct- 
ion and Start-up O.OOQ 

. Book Value of Old Plant 5.790.000 

. Project Participation (2.740.000) 

Total Plant 
Investment 

Actual 
l991. s 
31,070,283 

7.283.777 
7.318.314 

472,107 
1,828,621 

Actual 

Percent 
Overrun 

3.6 
4.1 

128.7 
31.1 
34.5 

9.231.009 64.0 
0 N/A 

96.214.285 l.LA 

9,572.329 77.6 

105,786,615 22.1 

3.821.979 57.3 

109.608.5932) XLQ 

5,261,088 N/A 
(2,540,OOO) N/A 

112.329.6813) 2lL! 

1) General Ledger Amount Used. See Appendix E Notes. 
2) Reference Appendix E Breakdown Detail. 
3) Includes Unpaid Retention of $3,842,303. 
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installed cost of CUEA's newest Unit 3 at the Craig Station 
The latter was placed in service in early 1984 at an 
installed cost of $1183/kW. 

Several efforts were made to minimise the Nucla project costs 
including: 1) using much of the equipment from the existing 
facility, 2) minimizing refurbishment costs by having this 
work performed in-house, 3) performing some engineering in- 
house, 4) negotiating favorable contract terms and prices, 
and 5) limiting the overall project schedule to three years. 
The favorable contracts were possible in part because of the 
depressed state of activity in the power industry at the 
time. The schedule was made possible by preplanning, by 
minimizing engineering, construction, and start-up schedule 
overlaps, and by not being required to prepare an 
environmental impact statement. 

Busbar power costs for the first year of operation were 
projected to be 33.40 mills/kWh based on the facility being 
base-loaded (80% capacity factor). The existing 36 MWe Nucla 
plant, while not economically feasible to operate, had an 
outstanding debt of approximately S8.9 million. The net book 
value of the plant was approximately $5.8 million. Assigning 
the remaining plant debt and book value to the circulating 
AFBC demonstration project increased the busbar power cost by 
1.58 mills/kWh to 34.98 mills/kWh. This compared favorably 
with CUEA's 1984 wholesale rate to members of 41.17 
mills/kWh. The assumptions for determining this estimate and 
related costs are presented in Table 4-2. 

4.1.2 Actual 

As shown in Table 4-1, the final total plant investment as of 
August 1988 was $112,329,681, or 21.9% higher than the 
published cost estimate completed in 1984. There are three 
basic reasons for the increase in actual costs. First, 
detailed design, planning and scheduling were not complete at 
the time the estimates were developed. All estimates were 
based on preliminary plans with some firm price quotations on 
major equipment items only. Second, plant improvements and 
operational enhancements were made beyond the original scope 
of the project. Third, delays in unit start-up and 
acceptance testing resulted in additional costs that went 
beyond contingency estimates. 

In order to maintain the desired project schedule for unit 
start-up and check-out by the spring of 1987, detailed 
planning was not complete at the time construction commenced 
in 1985. The design information available for the estimate 
consisted of general arrangement drawings, a limited number 
of piping and instrumentation diagrams, and some preliminar: 
concrete, steel, piping, and electrical drawings. AS a 
result, a "target manhour" type of contract was selected for 
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Table 4-2. Projected First Year Operating Costs 

tiou 
* Total Project Cost $105.79 million (Table 4-l) 
l Pollution Control Cost $15 million 
. Interest Rate 12.0% 
l Pollution Bond Rate 6.5% 
l Limestone Cost $16/tori 
l Coal Cost $19/tori 
l Depreciation Rate 3.l%/year 
l Property Tax Rate 1.17% 
l Insurance Rate 0.15% 
l Net Plant Capacity 100 MWe 
l Net Plant Heat Rate 11,500 Btu net kWh 
l Annual Capacity Factor 80% 
l Coal Required 415,000 tons/year 
l Net Generation 701 GWh/year 

Operating Coete coete Bumbar Coat8 
Cat~orv (S Lmi 
l Interest Costs 
l Depreciation, Insurance, 

and Taxes 
l Fixed O&M 
l Variable O&M 
l Coal 
l Limestone 
l Ash Disposal 
. Water 
l Natural Gas (propane) 
l General Chemicals 

Total 
l Costs Related to Exist- 

ing Plant (value & debt) 
Total 

9.428 13.20 

3.706 5.29 
1.420 2.03 
0.608 0.87 
7.093 11.26 
0.219 0.31 
0.163 0.23 
0.046 0.06 
0.075 0.11 
0.030 0.04 

23.408 33.40 

1.104 1.58 
24.440 i4.98 

CUBA'. 19EO firm wholosal. fata to mombarn . 41.17. 
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the General Construction Contract and contractual, firm bid 
services/equipment procurement was used to turnkey various 
project phases. Therefore, a breakdown into subcategories 
(i.e., labor, materials, installation, etc.) cannot be shown. 
Also, many of the unforeseen design problems and additional 
equipment items were not included in the published estimate. 
These include the following: 

1. 

2. 

3. 

4. 

5. 

6. 

I. 

8. 

In the boiler area, additional steel was required 
because of the reorientation of the boiler building. 
Additions to the scope included an extension on the I.D. 
fan outlet flue, and the coal and ash handling systems. 

The original estimate for Instrumentation and Controls 
only included that of the turbine valve controls. The 
boiler controls were later added to this area. 
Originally, it was anticipated that control for the new 
boiler could be adapted to the existing control system 
and that the existing control room could be used. 
Ultimately, a new digital control system was selected 
and a new control and logics room were constructed. 

Additional commodity quantities that were necessary 
during construction increased the target manhour and 
material cost over estimates. Actual manhours increased 
by over 178,000 beyond that targeted. 

Difficulties were encountered drilling piers during 
construction. As a result, the total number of piers 
was increased from 103 to 155 and the time required to 
complete drilling increased form approximately 30 days 
to 61 days. 

The propane storage system used for boiler start-up was 
a necessary but unplanned cost. Originally, it was 
assumed that a natural gas supply line would be 
installed at no cost (except for site-specific 
expenses). 

Additional requirements for compressed air on the new 
CFB forced the decision to replace the existing air 
compressors with larger capacity units. 

The site of the water treatment equipment was increased 
because of additional capacity requirements beyond the 
original forecasts. 

Outside engineering and professional services, coal and 
limestone testing, labor relations, test core drilling, 
water quality testing, an ash disposal site study, 
preparation of the demonstration test program proposal 
to the Electric Power Research Institute, coal 
negotiations, and engineering and construction clearing 
costs represented additional unplanned costs. 
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9. The refurbishment of the existing units, particularly 
the repair of the old baghouses, exceeded original cost 
estimates. 

10. The new cooling tower had to be relocated for 
environmental reasons, resulting in additional piping 
and structural requirements. 

11. The addition of variable speed drives on the three large 
fan motors was not considered in the original electrical 
estimates. An estimated 25% of the plant wiring is 
associated with the variable speed drive service. This 
caused an increase in the required wiring, electrical 
equipment and manhours to accomplish the additional 
services needed. 

12. The plant was originally planned with one feed water 
Pump I one vertical condensate pump, and one circulating 
water pump. Each of these quantities were increased to 
two, requiring additional concrete, piping, electrical, 
auxiliary equipment and manhour requirements. 

13. In-house cost increases resulted from additional CUEA 
personnel being assigned to the project over that which 
was originally anticipated in order to meet time 
constraints. 

14. Additional design and specification work was required 
over that which was originally specified. This was 
assigned to the Architect and Engineering firm. 

In addition to these changes, several enhancements were made 
to the plant to increase reliability, availability and to 
enhance operational performance. These included: 

1. 

2. 

3. 

4. 

5. 

The addition of sootblowers on the economiser tube 
bundles. 

The addition of a plant elevator to accommodate the new 
boiler building, which is over twice as high as the 
existing 36 MWe plant. 

As mentioned in item 12 above, second pumps were added 
to the boiler feed water system, condensate system, and 
circulating water system to improve plant reliability 
and availability. 

Increased storage capacity was added to the existing 
holding ponds due to the new boiler capacity. 

Additional valves were added to the steam/water 
circuitry to improve reliability and availability. 
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6. 

7. 

0. 

9. 

10. 

11. 

12. 

13. 

An uninterruptable power supply was added to the system 
to improve reliability, particularly as the result of 
the purchase of the new digital control system. 

An auxiliary boiler was added for building heat since 
only a single power unit would be available at any one 
time. 

An upgraded water sampling system was installed. 

The limestone preparation system was upgraded to 
accommodate 10 inch as-received limestone. 

Two additional coal feeders were added to the system to 
improve combustion performance. This required two 
additional gravimetric feeders, two horizontal and 
inclined drag chains, additional rotary valves, 
engineering, mechanical supports, structural changes and 
electrical wiring. In addition, the bottoms of the coal 
silos were modified to accommodate the increased feeder 
quantities. 

The refractory in the lower combustion chambers was 
modified during construction to improve overall boiler 
performance. 

An as-fired coal sampling system, cooling tower control 
panel, and auxiliary control panel were added to the 
system to improve unit operability. 

The logic room for the digital control system required 
separate air conditioning to maintain equipment 
reliability. 

Taking into account the items listed above resulting from 
unforeseen changes and plant enhancements, a total of over 
125 change orders and 3 amendments were submitted to the 
General Construction Contract, and over 340 additions were 
made to the as-bid equipment list. In addition, interest 
charges on construction and start-up were assumed at 6% based 
on projected environmental bond rates and sales. However, an 
actual interest rate of 12% was paid on construction and 
start-up loans through the Cooperative Finance Corporation. 

Despite the above factors, plus the added costs of 
construction and start-up delays, the total plant investment 
by CUEA overran the original estimate by only 21.9% with a 
total cost of $112,329,679 or S1,123/net kW. Although 
considerably higher than projected, this cost compares 
favorably with a single 200 MWe AFBC plant outlined in EFRI 
Report #CS-5296, and is still below the cost of Craig 
Station's Unit 3. 
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4.2 SUMMARY OF MONTHLY OPERATING COSTS 

This section summarizes the monthly power cost data presented 
in Appendices C and D of this report for the testing period 
from September 1988 through January 1991. These dates 
represent the testing interval covered by the Cooperative 
Agreement No.DE-FC21-89MC25137 between the U.S. Department of 
Energy and Colorado-Ute Electric Association, Inc. 

Data have been compiled using the Rural Electrification 
Administration Form 12d from the Uniform System of Accounts 
for Steam Power Production. The various cost categories and 
their definitions can be seen in the blank REA Form 12d 
contained in Appendix A and in the definitions of accounts 
contained in Appendix B. A detailed breakdown of the major 
line item cost categories listed in Form 12d is presented in 
Appendix C for the entire 29 month reporting period. 
Detailed monthly cost breakdowns are contained in Appendix D. 
Both of these appendices contain unit costs of generation for 
labor, labor overhead, supplies, travel and transportation, 
meals, consultants, outside services and other costs. These 
unit costs are based on CUEA accounting practices. 

4.2.1 Data 

Total monthly cost data for the major REA accounts is 
summarised for 1988 through 1991 in Tables 4-3, 4-4, 4-5, and 
4-6. Tables 4-3 and 4-6 sumrnarize monthly cost data for the 
entire years of 1988 and 1991, respectively. This is despite 
the shorter period covered by the Cooperative Agreement for 
these years. Yearly totals for each category are presented 
for each table. Data are categorised into fuel, non-fuel, 
operating, maintenance, production, fixed costs and total 
power costs which is consistent with the major category 
headings in Form 12d. To avoid possible confusion, note that 
"Operation, Supervision and Engineering" expenses listed as 
item Xl in the above tables is summed into Non-Fuel Expense 
totals listed as item tll. This is consistent with 
accounting procedures used on REA Form 12d., 

Data contained in Tables 4-3 through 4-6 have been plotted in 
three different ways in Figures 4-1 through 4-22. Figures 4- 
1 through 4-16 display the monthly costs associated with the 
major category headings in the form of line graphs covering 
the period from September 1988 through January 1991. Total 
cost breakdowns for each category over the entire period are 
then presented in the form of pie charts. For each major 
category, one line graph and one pie chart have been grouped 
together on a single page according to the following: 
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Figure 4-1. Summary of Monthly Coal, Propane, and 
Total Fuel Costs. 
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Figure 4-2. Breakdown of Total Fuel Costs from 
Sept, 1988 through Jan. 1991. 
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Figure 4-4. Breakdown of Total,Non-Fuel Expenses 
from Sept. 1988 through Jan. 1991. 
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Figure 4-6. Breakdown of Total Operations Expenses 
from Sept. 1988 through Jan. 1991. 
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Figure 4-12. Breakdown of Total Fixed Costs from 
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Figure 4-14. Breakdown of Total Power Costs froa 
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Figure 4-16. Breakdown of Total P'ower Costs from 
Sept. 199E through Zan. 1991 
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i-20 



. . 
. 

. 
,a.~- 

-.. 

~~-r~.~ f 
,z 

? ~~~,~~~ _-.~-.~_- -.-...-, ~. ~~.____ ‘5._-~-~-. .-. __.-. ~~-.-- 

2 g 

5 

300.000 ,po,oo,J --. -- - -..--.----.-. --- l . ------.--.---___-,- ~_~ _ 

.** 

e 
0.0: I 

100.000 : - 
% l . 

100.000 ---_- _. --.-- -~~~. 

0 -_ -~- 

0 10 IO 10 40 so 60 70 80 00 
NET CAPAmY FACTOR 

Figure 4-17. Monthly Fuel Expenses vs. Net Capacity 
Factor (Sept.1988-Jan.1991). 
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Figure 4-18. Monthly Non-Fuel Expenses vs. Net 
Capacity FactOr (Sept.1?88-Jan.1391) 

4-21 



I 

1.203.oc: . 

. 
. 

; 1.000.000 - __ ..~~. ._ 
. 

‘: IL . P 
E 
3 

800.000 -_.--- -._. ~---.- 
1,x--- 

. 
‘Z 
‘5 

1.’ . 

6 
~~~,~~~ ___-_~--.__. ._ -----.--_ _~_. --.-..-. 

i 
5 

!. . l 

5 0 400.000 l j* -_.---..- -.- -.__-. 
z Ia 0. j s . . I ;- 200.000 _ -- -_-_- 1 ! 

0 10 20 10 10 50 60 70 110 90 

NET CAPAcm FACTOR 
-.___ _.__- -- - __.- . 

Figure 4-19. Monthly Operating Expenses vs. Net 
Capacity Factor (Sept.1988-Jan.1991). 
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Figure 4-21. Monthly Production Expenses vs. Net 
Capacity Factor (Sept.1988-Jan.1991). 
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Figure 4-22. Monthly Power Costs vs. Net Capacit) 
Factor (Se?t.1986-Jan.1591). 
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l Figures 4-l and 4-2 

l Figures 4-3 and 4-4 

l Figures 4-5 and 4-6 

l Figures 4-7 and 4-0 

l Figures 4-9 and 4-10 

l Figures 4-11 and 4-12 

. Figures 4-13 and 4-14 

* Figures 4-15 and 4-16 

Summary of s total fuel 
-. Total fuel costs include 
propane and coal costs. 

Summary of monthly and W non- 
fuel. Non-fuel costs include 
steam expenses, electric expenses, 
miscellaneous steam expenses and 
operations, supervision and 
engineering associated with the 
above. 

Summary of monthlv tot41 
+xoellSeS. Operations 

expenses include fuel and non-fuel 
costs. 

Summary of manthlv and w 
. Maintenance 

expenses include maintenance of 
structures, boiler plant, electric 
plant, miscellaneous plant and the 
supervision and engineering 
associated with these categories. 

Summary of manthlv 
. Production 

expenses include total operations 
and maintenance costs. 

. 0 Summary of monthlv tot- 
-. Total fixed costs include 
taxes, interest, insurance and 
depreciation. 

Summary of manthlv tot- 
-. Total power costs include 
total production and fixed costs. 

Summary of -1 nowa 
GQSS.. These figures show total 
power cost in greater detail 
including expenses for fuel, non- 
fuel, maintenance, depreciation, 
taxes, interest and insurance. 

In addition, total monthly costs for each of the above 
categories, except for fixed costs, are presented as a 
function of the monthly net capacity factor. These six 
figures are summarised as follows: 
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l Figure 4-17 Monthly fuel expenses versus monthly 
net capacity factor. 

l Figure 4-18 Monthly non-fuel expenses versus 
monthly net capacity factor. 

l Figure 4-19 Monthly operating expenses versus 
monthly net capacity factor. 

l Figure 4-20 Monthly maintenance expenses versus 
monthly net capacity factor. 

l Figure 4-21 Monthly production expenses versus 

monthly net capacity factor. 

l Figure 4-22 Monthly power costs versus monthly 
net capacity factor. 

The breakdown of costs associated with each of these major 
categories is shown in detail in Appendices C and D. This 
breakdown is summarised below. In addition to the cateqories 
shown, costs are subdivided further in the Appendices - 
according to the unit costs for labor, labor overhead, 
supplies, expenses, travel and transportation, meals, 
consultants, outside services and other costs. Note that 
the listings below, the numbers in front of each of the 

for 

in categories are consistent witn tne same reference numDers 
Tables 4-3 through 4-6. The major categories are underlined. 

1. g. 
- general supervision: power plant 
- general management: headquarters 
- engineering and performance testing 

6. Fuel -se 
- 2. supervision, analysis and testing: plant 
- 2. supervision, analysis and testing: headquarters 
- 2. handling of coal and oil 
- 2. purchasing coal 
- 2. waste disposal 
- 4. purchasing propane 

boiler operation 
pulveriser operation 
on-site ash handling 
stack monitoring 
boiler water treatment 
waste water treatment 
National Pollution Discharge Elimination 
System(NPDES) permit and testing 
environmental auditing 
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l laboratory operation 
* miscellaneous and special services 
* baghouse operations 
l SO2 removal system 

- 0. Electric 
* turbine-generator and aux. equipment operation 
* cooling water systems operation 
l circ. water treatment 
* electric equipment operations 

- 9. -us St-m Fw 
* plant office/headquarters expenses 
l buildings and grounds: plant 
l safety 

* miscellaneous 
l training 

10. 
- 13. * 

* maintenance supervision 
* maintenance engineering 

- 14. mre of - 

- 15. Maintenancp 
l maintenance of boilers 
* maintenance of coal handling equipment 
l maintenance of pulverizer and stoker equipment 
l maintenance of oil and gas equipment 
* maintenance of stack monitoring equipment 
l maintenance of boiler water treatment system 
* maintenance of waste water management system 
* maintenance of environmental station 
l maintenance of laboratory equipment 
* maintenance of ash handling system 
l maintenance of air 6 gas handling systems 
* maintenance of baghouse 
* maintenance of SO2 removal system 
* maintenance of feed water system 
* maintenance of combustion control system 

- 16. Maintenance of Electric 
* maintenance of turbine 6 auxiliary equipment 
l maintenance of circ. 6 cooling water systems 
* maintenance of condensate system 
* maintenance of water treatment system 
l maintenance of electrical equipment 
l maintenance of liquid dielectric 

- 17. se of Miscellaneous 
* maintenance of service equipment 
* maintenance of compressed air equipment 
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ACCOUNT 

0,:: ,,.-, fz:\,, S!J,Z<,~i&QSi3;< & &~it\~~‘~>!v.,~: 

general S.ljer\‘lSlO” power piant 
general maragemen,’ headquaners 
engineertng and perlormance tewng 

FlJELExPEeEs 14.340.427 494,497 16.6667 26.19 
X)AL EXPENSE ,3,643,303 470,469 16.6556 24.92 
. supervision. analysis and testing: plant 65,546 2,260 0.0762 0.12 
. supeMsion. analysis and testing: headquarters 35.235 1,215 0.0409 0.06 
- handling 01 coal 300.055 10.347 0.3467 0.55 
- purchasmg 01 coal 12.595.022 434.339 14.6362 23.01 
- was.16 disposal 646,643 22,290 0.7515 1.16 
WANE MPENSE 697.124 24,039 0.6102 1.27 
- purchasing propane 697,124 24,039 0.6102 1.27 

NONNEL-~ 
9TEAA! EXPENSES 
. boiler operation 

pulverizer operation 
. on-site ash handling 
. slack monitoring 

boiler water treatmen 
. waste waler management 

NPDES permit and testmg 
environmental auditing 
laboratory operalion 
misc. and s3eaal services 
baghause operations 
so2 removal 

iLEClRlC EXPENSES 
turbine-generator 6 auxiliary equipment 
moling water system operation 
arc. water 1reatment syttem 
electric equipment operalion 

WCELLANEOUS STEAM EXPENSES 
plan, OIlIce expenses 
buildings and grounds 
safety 
miscellanedus 

. lralnlng 

oPERATtmExPEME 16.041,916 622,136 20.9674 32.95 

WELEXPENSE 14.340.427 494.497 16.6657 26.19 
WN-NEL EXPENSE 3.701,401 127,636 4.3017 6.76 

9,30.1’91 l.lon,h Total 
I 

cost !‘A 
I I 

1~.210,:75 

@I5790 
265.069 
129.316 

I ‘I ,136 ’ 

2C.131 
9.140 
4.459 

: .‘C6, 2.2, 

0.5481 1 45 
0.3083 0.40 
0,1503 0.24 

3.701.491 127.636 4.3017 6.76 
1,564,642 54,643 1.6416 2.60 

213,949 7,370 0.2466 0.39 
162,633 5.606 0.1690 0.30 
176.204 6,145 0.2071 0.33 

45,670 1,575 0.0531 0.06 
, 137,223 4,732 0.1595 0.25 

13.167 454 0.0153 0.02 
26,637 919 0.0310 0.05 
25.076 965 0.0291 0.05 
69.027 2.360 0.0602 0.1'3 

4.569 156 0.0053 0.01 
..39 -3 -0.0001 0.00 

706.556 24,433 0.6234 1.29 
530,205 16,263 0.6162 0.97 
142.990 4.931 0.1662 0.26 
107.404 3.704 0.1246 0.20 
171.509 5.917 0.1994 0.31 
106.214 3.732 0.1256 0.20 

376,469 12.902 0.4375 0.69 
49.464 1.706 0.0575 0.09 

106,104 3,720 0.1256 0.20 
49.573 1,709 0.0576 0.09 
26.376 910 0.0307 0.05 

142,951 4,929 0.1661 0.26 

'i;:.le 5-7. sun::~c~y.~ 0: To:al Paver Czscs frm 
sap’:+:~+: 1903 throcgh ;a!:‘.:ary 1??3: 
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1 
r- 

! 

i 
S 

_ -~.-~-~ ~~. _. 

ACCOUNT 

rj”>+qEg*c.‘;YJ 2 ‘i -‘.L :; 

~UPERVIYCN AND ENGINEERING 
supervision 
e”gl”eerl”g 

l.llLMNGSANDGAOUNDS 
buildings and grounds 

‘OILER PIAKI 
boilers 
coal handling 
PlJlVtiZW 
popane equipment 
stack monitoring equipment 
boiler waler trealment system 
warns water management system 
environmental station 
laboralory ,equipment 
ash handling system 
air end gas handling system 
baghouse 
So2 rmlovalsyotem 
leadwater system 
armbustion mnbol sysmm 

LECTRIC PUNT 
turbine and wxikvy equipment 
circ. 6 cooling water system 
mndensate system 
wmer treatment .syntem 
electrical equipment 

MSCELLANEOUS PLANT 
SW”lce equ,pmrnt 
compressed air equipment 
mmmon eq”lpmenr 
tools and test equipment 
fire safety equipment 
training equipment 
vehicles 
?lHSC8lt~~~OUS 

Y.. 

t 

TOTAL PA0 owrtoiv EZPEXSE 21.056.640 726,160 24.4132 36.46 
ERA-RON MPENSE 16.041.916 622.135 20.967' 32.93 
WNTENANCE EXPENSE 3,016.722 104,025 3.5051 5.51 

1 

s,c;$,,22 ; : ,,~, 2 2 5 3.5CSI 

392.918 13,349 0.456 
289.799 9.993 0.336 
103.129 3,556 0,110 

152,770 3,268 0.177 
152.770 5.266 0.177 

t.524.4ts 62.911 2.120 
347.966 18.896 0.636 
261.153 9,695 0.326 

6,374 220 0.007 
26.073 906 0.033 
46.066 1,636 0.053 
so.595 1,745 0.038 

4.346 150 0.003 
0 0 0.000 

3,713 128 0.004 
219.253 7.361 0.234 

31.167 1.075 0.036 
90.259 3,112 0.104, 
92.412 3.167 0.107, 

246.583 8.503 0.286, 
173.615 5.907 0.201 

340,323 11.735 0.395: 
146,657 5,057 0.170, 
102.635 3,346 0.110, 

21.526 742 0.025' 
27.213 938 0.031' 
42.091 1.45t 0.046' 

306.2D2 10,562 0.3561 
23.494 879 0.029' 
66.644 3.053 0.1021 

4.669 162 0.003, 
129.306 4,439 0.130: 

20.594 710 0.0231 
16.237 361 0.016' 
19.733 660 0.022' 

1.673 38 0.0011 

1 

Tot.1 pousr 
COS! is<.’ ! .-..- _,_ -. ~, 

0.72 
C~53 
O,lB 
0.28 
0.28 
3.33 
1.00 
0.51 
0.01 
0.03 
0.09 
0.09 
0.01 
0.00 
0.01 
0.40 
0.06 
0.16 
0.17 
0.43 
0.32 
0.62 
0.27 
0.19 
0.04 
0.05 
0.08 
0.56 
0.05 
0.16 
0.01 
0.24 
0.04 
0.03 
0.04 
0.00 

I 

Table 4-7. Suimar-y of Total ?we~- Costs froa 
SerJ:en.ber 19.&S ~t:oa,~h January 1591 
filclr i.?lJe-'j . 
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r-- 
-:olsl c3.+1 

I ACCOUNT 

j -.,-~ 

\ ,~~lPwo,a 

~_~.__ 

-.- 
I 
I 

*c’,/;. -x-: “I:: .:; :2,5c’i. ,o 

lEPREC(AllW 3,774,59c 
rAxES 2.646.642 
.propeny tales 2.345.67L 
taxes-FICA 29.2.92c 
taxes-CUTA 11 .SSf 
taxes-FUTA 6.48f 

NTEREST 25,766,52A 
. long term interest 23.605.21f 
- interes! during ~onstru~bon 1.963.301 

NSURANCE 1,502.41$ 
- pfopeny insurance 197.945 
. injury and properly damage 169,6Oi 
- PensiOn and benelit 316.76’ 
. general and adminittralive 613.90r 

TOTAL POWER COSTS 

rOTAL PRODUCTW EXPENSE 
TOTAL flXED COSTS 

I 

I 

I 

NOTE: 29 MONTHSUSED IN AVERAGE MONTHL’I 

I- 1.151.799 

130,13t 
91,264 
SO,OO! 

9.7% 
39E 
22’ 

688.571: 
820.67t 

67.7Ot 
51,601 

6.62t 
5.65: 

tO.BQi 
28.13! 

2; ,556 

4.306t 
3.073t 
2.726( 
0.326t 
0.013r 
a.0075 

29.946$ 
27.665; 

2.281; 
1.746< 
0.23Ot 
0.107: 
0.370: 
0.946: 

54.750,819 1.alt7.959 63.6266 

21,036,64C 726.16C 24.4733 
33.692,171 1,161,791 39.155: 

Isr CALcllLN N.J. 

Avsragc i COSI DEI : Percc! 0: 
Cost per 

Month -c 

I.Wr; I Totai Pc*irr 
Tot;<! __---.- cost :f:! i 

I 

s.5, 
6.89 
4.63 
4,2a 
0.52 
0.02 
0.01 

47.07 
43.46 
3.59 
2.74 
0.36 
0.31 
0.56 
1.49 

100.00 

38.46 
61.54 

- I COST PER MWh BASED ON 860.475 MWh GENERATED BEfWEEN 9’66 AND 1191. 

Tahie 4-7. Smmr~; of Total Pok'fr Costs fro!7 
se~~e&r 1988 th-ol:Jl;h January 1901 
,r r . _ I . ,_. &,i ', _~.~ _.__._ d 
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Figure 4-23. Monthly Fuel Expenses per MWh versus 
Net Capacity Factor: 9/88 - l/91. 
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Figure 4-24. Monthly Ken-Fuel Expenses per G'h 
versus P;et Capacity Factor: s1/PS - 
1151. 
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Figure 4-25. Monthly Operations Expenses per Mwh vs. 
Net Capacity Factor: 9/88 - l/91. 
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Figure 4-26. Monthly Maintenance Expenses per mih 
vs. Net Capacity Factor: 9/88 - l/91. 
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Figure 4-21. Monthly Fixed Costs per MWh versus Net 
Capacity Factor: 9108 - l/91. 
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Figure 4-23. Monthly Power Costs per MWh versus Net 
Capacity Factor: 9188 - i/91. 
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COAL EXPENSE 

; TO,., 2rpmr. for 0108-1m z 113.643.303 
1 P,,C.“, 01 TOIN Power cost i 21.02% 

E ~Ypwv.. ma,“. 3 !.I,.: ph”l.P.OY 

E w,mw.. amy. L MS,.: hbq~.o.w. 

q h.ndli”~ 01 fO.L?.2% 

0 p”*uinp 0, mum.3JU 

q mn. diqc.sd-4.7% 

Figure d-29. Breakdown of Total Coal Expense from 
Sept.1988 - Jan.1991. 
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Figure 4-30. Breakdown of Total Steam Expenses from 
Sept.1988 - Jan.1991. 
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ELECTRC EXPEIISES 
TOW Elpenre *or 9m-1*1 = 3530.205 
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.hc,ric quip op..20.4% 

Figure 4-31. Breakdown of Total Electric Expenses 
from Sept.1988 - Jan.1991. 
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Figure d-32. Breakdown Of Total iGscellaneous Steam 
Expenses from Sept.1568 - Jan.1991. 



Mpl,N,ENb.NCE OF BOILER PLANT 
,o,a, E.$mSE ,or 9!8&1191 i 31.824.419 
pe,cen, 01 TOllI POW, cost i 3.33% 

Figure 4-33. Breakdown of Boiler Plant Maintenance 
Expenses from Sept.1988 - Jan.1991. 
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Figure 4-34. Breakdown of Electric Plant Maintenance 
Expenses from Sept.1996 - Jan.1991. 
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Figure 4-35. Breakdown of Miscellaneous Plant 
Maintenance Expenses from Sept.1988 - 
Jan.1991. 
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Figure 4-36. Summar.y of Total Limestone, Ash 
Disposal, and Propane Costs from 
Sept.1988 - Jan.1991. 
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* maintenance of communication equipment 
l maintenance of tools and test equipment 
* maintenance of fire safety equipment 
* maintenance training 
* maintenance of vehicles 
l maintenance of miscellaneous 

24. 
- 20. DeDreclatlon 
- 21. w 

* property taxes 
l taxes - FICA (Federal Insurance Contribution 

Act) 
* taxes - CUTA (Colorado Unemployment Tax Act) 
l taxes - FUTA (Federal Unemployment Tax Act) 

- 22. Interest 
l long term interest 
l interest during construction 
* other interests 

* . - 23. Insurance/General 
l property insurance 
* injury and property damage 
l pension and benefit 
l general and administrative 

25. Total Power u. 
- 19. Total ProdyCtinn CosQ. 
- 24. mtal Fw 

The cost data for the entire test period has been broken down 
further in Table 4-7 and in Figures 4-23 through 4-36. Since 
the preCious.tables (4-3 through 4-6) listed total costs of 
only the major categories on an annual basis, Table 4-7 
summarises the major and minor category costs for the entire 
test period from September 1988 through January 1991 
according to the same major categories shown in Form 12d and 
the minor cost categories in Appendices C and D. In 
addition, the table shows the average cost of each category 
per month based on a 29 month accumulated cost period. It 
also shows the cost per megawatt hour of net electricity 
generated based on a total for the period of 860,475 MWh. 
The final column of this table shows the percent of the Total 
Power cost accounted for by a given category. 
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Figures 4-23 through 4-28 show power costs on a megawatt hour 
basis versus the net plant capacity factor for the major 
category areas. Figures are shown for fuel, non-fuel, 
operations, maintenance, fixed and total power costs. The 
monthly megawatt hour generation quantities are contained in 
Appendix D and are summarized in Table 3-l of Section 3. 
Presentation of cost data in this fashion (as opposed to 
total monthly costs shown in Figures 4-17 through 4-22) 
reveals the influence of capacity factor on normalised power 
costs. 

Figures 4-29 through 4-35 show the breakdown of the major 
category costs shown in Table 4-7 using pie charts to show 
the relative magnitude of each minor category. Each of these 
figures lists the percentage of the total major category cost 
represented by the minor category, and also lists the total 
expense and percentage of total power costs contributed by 
the major category. Pie charts have been included for 
detailed coa,l expenses, steam expenses, electric expenses, 
miscellaneous steam expenses, maintenance of boiler plant, 
maintenance of electric plant, and maintenance of 
miscellaneous plant. 

Costs associated with limestone for SOB control, and ash 
removal (fly ash and bottom ash) are listed under steam 
expenses in Tables 4-3 through 4-7. Limestone costs include 
the cost of raw limestone, preparation, and feed. These 
costs are depicted graphically in Figure 4-36. The cost of 
propane for unit start-up has been added to this figure to 
indicate relative magnitudes of these expenses. The 
percentage each of these contribute to total power costs is 
also listed in the figure. 

4.2.2 Discussian of Monthlv 

4.2.2.1 Qverview, 
The total power cost for the period from September 1988 
through January 1991, including operations (fuel and non-fuel 
costs), maintenance, and fixed costs (depreciation, interest, 
taxes and insuran.ce), was S54,750,819. During this period, 
the Nucla Station generated and sold 860,475 net MWh of 
electricity. T,his results in an average cost for generation 
of $63.6286 per MWh. The average net capacity factor for 
this interval was 40.6 percent. The plant availability and 
equivalent availability for this period was 60.1 percent and 
56.5 percent, respectively. Based on these figures, it can 
be estimated that the unit operated, on average, between 65% 
and 75% capacity factors during available periods. 

A comparison of these operating availabilities and capacity 
factors with averages compiled by the North American 
Reliability Council Generating Availability Data System for 
coal-fired units in the 100-199 MWe size range between 1984 
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and 1988 lists average operating availability and capacity 
factors of 83.9% and 49.7%, respectively. The lower values 
for the Nucla CFB are the result of several factors including 
equipment reliability, part-load testing as part of the 
demonstration program and lack of demand for power during 
certain periods., Equipment reliability problems are 
discussed in more detail in Section 5 of this report. 

Monthly costs for power generation for 1988 through 1991 are 
summarized in Tables 4-3 through 4-6 in Section 4.2.1 using a 
format consistent with REA Form 12d. The tables also 
indicate the REA account number and totals for the year. 
Data in these tables were then used to generate Figures 4-l 
through 4-28. 

4.2.2.2 Fuel Casts. 
Figures 4-l and 4-2 show monthly fuel costs for the duration 
of the test period between September 1988 and January 1991, 
along with a breakdown of total fuel costs for this period. 
Coal costs accounted for approximately 95 percent of the 
total fuel costs. The wide range in total fuel costs between 
S157k and S893k represents the variation in unit capacity 
factor for the period, and therefore, in the quantity of coal 
consumed. This is shown graphically in Figure 4-17. 
Propane, used for unit start-up, accounted for approximately 
5 percent of the total fuel costs, as shown in Figure 4-2. 
This cost should decrease as plant availability increases and 
the number of unit start-ups decreases. 

Between 1987 and 1989, coal was purchased from a local mine 
at a cost of $l.OB/MMBtu. Following the termination of the 
contract period for this fuel, competitive bids were 
solicited and a new lowest cost fuel was selected from the 
Salt Creek coal mine at $1.26/MMBtu. This mine is located 
approximately 150 miles north of the Nucla station with no 
rail access. The new cost represents a 17 percent increase 
in coal costs which, as will be seen in Section 4.2.2.4, 
account for almost 80 percent of the total operating costs. 
There are limited quantities of minable coal available in 
close proximity (i.e., less than 25 miles) to the Nucla 
Station. Over time, these reserves could supply a more cost 
effective fuel source to the Nucla Station, yet the 
transportation factor may become a major consideration. 

4.2.2.3 Kcr&?uel Costs. 
These are costs associated with operating the plant 
subdivided into steam, electric, miscellaneous steam, and 
operation, supervision and engineering expenses. Figures 4-3 
and 4-4 show total monthly expenses for these quantities 
along with the breakdown of the totals for the testing period 
from September 1988 through January 1991. Steam and electric 
expenses account for approximately 75 percent of the total 
operating cost. Non-fuel expenses are also plotted versus 
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the net capacity factor in Figure 4-18. Except for 
additional costs associated with the test program from 
November 1990 through January 1991, non-fuel expenses 
remained relatively constant with capacity factor. 

4.2.2.4 QDerations 
Operations expenses represent the sum of fuel and non-fuel 
expenses. Monthly totals are presented in Figures 4-5 and 4- 
6 and are plotted versus capacity factor in Figure 4-19. The 
monthly variability reflects the changes in fuel costs 
associated with different unit capacity factors. As shown in 
Figure 4-6, fuel expenses represent approximately 80 percent 
of the operations expenses. 

4.2.2.5 - 
A breakdown of monthly and total maintenance expenses is 
shown in Figures 4-7 and 4-S and is plotted versus net 
capacity factor in Figure 4-20. The costs show no 
discernable trend with capacity factor, but do show a slight 
increase in 1990. This increase reflects the occurrence of 
several tube leaks during that year (a total of 6 instances 
in 1990). Maintenance costs were also high in April 1990 due 
to an outage to repair boiler feed pumps and a cyclone vortex 
finder. As shown in Figure 4-8, maintenance of the boiler 
plant accounted for over 60 percent of the total plant 
maintenance costs. Supervision and engineering, structures 
and electrical plant maintenance costs were nearly equal. 
These account for 10 to 13 percent of the total operating 
expense. 

4.2.2.6 Eroduction 
Production expenses are the sum of total maintenance and 
operations expenses. Monthly production expenses are plotted 
in Figures 4-9 and 4-10 along with a breakdown of the total 
expense for the testing period from September 1988 through 
January 1991. Production expenses are also plotted versus 
net ,capacity factor in Figure 4-21. Note that operations 
expenses, 80 percent of which are fuel expenses, account for 
over 85 percent of total production expenses. Figure 4-21 
shows an increase in total monthly production cost with 
capacity factor, reflecting the increase in fuel expenses. 

4.2.2.7 med Cos& 
Fixed costs include depreciation, taxes, interest and 
insurance costs. These monthly expenses are plotted in 
Figure 4-11. As shown in Figure 4-12, interest charges 
account for over 75 percent of the fixed costs. Insurance, 
taxes and depreciation account for approximately 5 percent, 8 
percent, and 11 percent of total fixed costs respectively. 
Note that depreciation expense changed during January 1990 as 
the result of a change in the method of accounting for Nucla 
costs. Prior to this date, the CPUC (Colorado Public 
Utilities Commission) had ordered that all expenses of 
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operation, including depreciation, be deferred until certain 
testing activities were completed. Following this change in 
accounting, all costs related to research and development, 
demonstration, operation and testing activities were 
expensed. This change was retroactive to August 1988. 

Interest expenses for the Nucla facility decreased during the 
second quarter of 1990 as a result of a Chapter 11 bankruptcy 
filing by CUEA. Under the bankruptcy code, interest on 
unsecured debt is suspended pending resolution of the 
bankruptcy. Since approximately $13 million of the capital 
cost of the project at that time was still funded by 
unsecured debt, interest related to that funding was no 
longer calculated and charged to the project. 

4.2.2.8 -Power Costs. 
Total power costs include fixed costs and production 
expenses. As mentioned, the latter includes maintenance and 
operations expenses. Monthly total power costs are shown in 
Figures 4-13 and 4-14. These are also plotted versus the net 
plant capacity factor in Figure 4-22. The increase in total 
monthly power costs with capacity factor reflects the 
increase in fuel cost. Figure 4-14 shows that fixed costs, 
over 75 percent of which is interest on debt, account for 
over 60 percent of the total power costs. 

Figures 4-15 and 4-16 show the breakdown in total power costs 
in greater detail by separating fuel, non-fuel, maintenance, 
depreciation, taxes, interest and insurance costs. As can be 
seen in Figure 4-16, interest expenses account for over 47 
percent of the total power costs. Fuel expenses, 95 percent 
of which are coal costs, account for over 26 percent of the 
total. Except for insurance, the remaining expenses, 
including taxes, depreciation, maintenance and non-fuel 
expenses, average individually between 4.5 and 7 percent of 
the total. Insurance and general and administrative expenses 
account for 2.74 percent of the total power cost. 

4.2.2.9 .Costq DerMeaawatt-Haur. 
Figures 4-23 through 4-28 show normalized monthly fuel, non- 
fuel, operations, maintenance, fixed costs and total power 
costs on a per megawatt-hour basis plotted versus the net 
capacity factor for the month. Totals for the period from 
September 1988 through January 1991 are also shown in the 
fourth column of Figure 4-7. In addition, this table shows 
the total cost for the period, the average cost per month, 
and the percent of the total power cost for all major and 
minor categories. The minor category expenses were extracted 
from the detailed monthly summaries in Appendix D. 

figures 4-23 through 4-28 all show normalised costs 
decreasing exponentially with increasing capacity factor. 
From the data, it can be seen that normalized costs begin to 
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rise when capacity factors are less than 50 percent. Above 
50 percent capacity factor, normalised costs decrease more 
slowly. Note that in Figure 4-28, total power costs per 
megawatt hour for capacity factors less that 30 percent begin 
to escalate sharply, approaching $lOO/MWh with capacity 
factors of approximately 2.5 percent. However, at 80 percent 
capacity factor, normalized power costs fall to approximately 
$40-$45/MWh. A capacity factor of at least 50 percent 
represents an important target for optimizing power 
production expenses at the Nucla Station. Since the unit 
averaged between 70 and 80 percent capacity factor when 
operating, increasing the overall value requires operating 
with a higher plant availability. Factors affecting plant 
availability during the reporting period are discussed in 
more detail in Section 5. 

4.2.2.10 mthr-r Rrt=akdown of Power Costs. 
The detailed cost breakdown of major category headings shown 
in Table 4-7 is shown graphically in Figures 4-29 through 4- 
36. Coal expenses are graphically displayed and indicate 
that the cost of coal represents 92 percent of the total. 
Also shown in the upper left corner of the figure, coal 
expenses for the period from September 1988 through January 
1991 represent nearly one-fourth, or 24.92 percent of the 
total power cost. 

Figure 4-30 shows a breakdown of the total steam expenses for 
the testing period covered by the Cooperative Agreement. 
These costs represent 6.76 percent of the total power cost 
and consist of boiler operation, pulveriser operation, on- 
site ash handling, stack monitoring, boiler water treatment, 
waste water management, NPDES permitting and testing, 
environmental auditing, laboratory operation, baghouse 
operation, sulfur removal, and miscellaneous and special 
services. Note that the largest steam expense is for sulfur 
removal. This accounts for almost 45 percent of the total. 
This reflects costs for raw limestone, limestone preparation, 
and limestone feed. These costs are shown in more detail in 
Figure 4-36 along with ash disposal costs and propane. 
Propane costs have been added to this figure to indicate the 
relative magnitudes of the other costs. Note that limestone 
expenses account for approximately 1.3 percent of the total 
power costs, which is similar to propane costs. Ash disposal 
costs only accounted for approximately 0.33 percent of the 
total power cost. 

Figure 4-31 shows a breakdown of the total electric expenses 
which accounted for approximately 1 percent of the total 
power cost. Operating expenses for the turbine-generators 
and auxiliary equipment, cooling water system, circulating 
water treatment, and electrical equipment are split somewhat 
equally and account for between 20 and 30 percent of the 
total electric expense. 
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The breakdown of miscellaneous steam expenses, which account 
for 0.69 percent of the total power cost as shown in Figure 
4-32, includes plant office expenses, buildings and grounds, 
safety, training and miscellaneous. Training accounted for 
approximately 40 percent of these expenses and indicates 
requirements for the start-up of a new technology. 

Figure 4-33 shows a breakdown of the total boiler plant 
maintenance expenses for the period from September 1988 
through January 1991. These expenses account for 3.33 
percent of the total plant power costs and, as shown in 
Figure 4-8, over 60 percent of the total plant maintenance 
costs. Maintenance to the boiler accounted for 30 percent of 
the total boiler plant costs. The coal handling equipment, 
ash handling system, and feed water system accounted for 
15.4, 12.0 and 13.5 percent, respectively. Other equipment 
areas shown in the figure include propane equipment, stack 
monitoring equipment, boiler water treatment system, air and 
gas handling systems (fans, dampers, flow monitors and 
ductwork), baghouses (including bag replacement), SO2 removal 
system (limestone preparation and feed and SO2 monitors), 
combustion control equipment, and other. Other includes 
pulverizers, waste water management system, the environmental 
station, and laboratory equipment. 

Figure 4-34 shows a breakdown of the electric plant 
maintenance expenses between September 1968 and January 1991. 
This area accounted for 0.62 percent of the total power costs 
for the testing period. Areas include the maintenance of 
turbine and auxiliary equipment, circulating and cooling 
water systems, condensate system, water treatment system, and 
electrical equipment. Maintenance of the turbine-generator 
and auxiliary equipment accounted for 43 percent of the total 
electric plant expense while circulating and cooling water 
systems accounted for over 30 percent. As will be seen in 
the next section, much of these costs were associated with 
the existing three 12.5 MWe turbine-generator systems. 

Figure 4-35 shows a breakdown of miscellaneous plant 
maintenance expenses for the testing period covered by the 
cooperative agreement. This accounts for 0.56 percent of the 
total power cost for the period and includes service 
equipment, compressed air equipment, common equipment, tools 
and test equipment, fire safety equipment, training 
equipment, vehicles and miscellaneous. Maintenance of tools 
and test equipment, some of which was associated with the 
test program, accounts for over 42 percent of this total. 
Compressed air equipment accounted for nearly 30 percent of 
the total. 
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4.3 OTHER COST/QUANTITY INFORMATION 

This section presents unit costs for coal, limestone and ash 
disposal along with the total quantities consumed or 
generated over the reporting period. In addition, staffing 
requirements for the Nucla, CFB Demonstration Project over the 
course of the test program are listed. This information can 
be used by others to adjust labor, fuel, limestone and ash 
disposal costs for applications of CFB technology which may 
differ in the above areas depending on location and operating 
philosophies. 

Table 4-8 shows a summary of coal costs on a $/lo6 Btu basis. 
Two values are listed as the result of a fuel switch at the 
beginning of 1990. Also listed are the costs/ton for raw 
limestone delivery and ash disposal. Raw limestone is 
delivered to the plant in a size range up to 10 inches. This 
must be further processed by the plant to produce a median 
particle size of 150 micron. The raw limestone cost listed 
in Table 4-8 does not include this expense. However, the 
total cost for SO2 removal reported in Section 4.2 includes 
raw limestone expenses, and costs for preparation and feed. 
Fly ash and bottom ash are removed from the plant site by 
trucks owned and operated by an outside contractor. The 
costs represent this charge for removal, haulage and 
disposal. 

Table 4-8. Unit Costs for Coal, Limestone and Ash Disposal 
for the Nucla CFB Demonstration Project 

. COAL $l.OE/MMBtu 
(1987-1989) 

$1.26/MMBtu 
(1990-1991) 

. LIKESTONE (includes hauling) $21.46/tori delivered 

. ASH DISPOSAL (calculated value, 53.25/tori wet 
includes haulage) 

Total quantities of coal consumed and limestone delivered, 
and wet ash disposed of are shown for each month during the 
reporting period from 1988 through 1991 in Tables 4-9 through 
4-12. 
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NUCLA STATION 
1988 

________-___-_-__-__----------------------- - 
Limastone Ash Ash 

Coal Ash Delivered Loads Loads x 25 
Month (tons) (%I (tons) (I) (tons) 
IIII5:IIIIII=SEIE=I=-51-11-111==3-1-rlll===================== 

Jan 17,666 16.12 0.00 221 5,525 

Feb 16,174 16.93 914.550 239 5,975 

Mar 14,732 16.60 1.061.815 245 6,125 

APr 11,436 20.37 504.370 147 3,675 

May 15.048 19.90 626.35 223 5,575 

Jun 19.559 23.60 2.026.72 363 9.075 

Jul 20,491 18.02 1.368.38 315 7,875 

Aus 0 0 0 45 1,125 

Sep 5,428 28.55 0 81 2.025 

Ott 20,528 23.73 1,366.17 275 6,875 

Nov 20.690 26.54 1.246.67 367 9.175 

&SC 21.038 18.20 1.450.18 301 7,525 

TOTAL 184,789 10.564.21 2,822 70.550 

Table 4-9. 1988 Coal and Limestone Consumption and 
Ash Removal. 
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NUCLA STATION 
1989 

___---_--------_I__ -- 
Limestone Ash Ash 

Coal Ash Delivered Loads Loads x 25 
Month 
____________________------------------------- 1!1_____________ __________I~"nsl____~~~------lTo"s)-------------------~~~~~- 

Jan 4.169 16.52 195.18 92 2,300 

Feb 5.340 17.97 1.048.68 64 1.600 

War 25,393 18.77 1.097.14 330 8.250 

APr 19.477 20.04 1.739.95 303 7,575 

Clay 7,890 23.70 198.92 100 2,500 

Jun 21.759 19.44 233.57 330 8,250 

Jul 20.763 14.20 1,124.60 236 5.900 

Aw 9,869 12.96 1.132.11 107 2,675 

Sep 12,141 15.49 928.91 139 3,475 

act 4,805 28.00 181.10 88 2,200 

Nov 24,620 20.38 747.95 299 7,475 

OtX 24,041 10.00 1.259.97 306 7,650 

TOTAL 100.257 9,0tl0.08 2,394 59.8350 

Table 4-10. 1989 Coal and Limestone Consumption and 
Ash Removal. 
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NUCLA STATION 
1990 

------ _-------I__-____ --- 
Limestone Ash Ash 

Coal Ash Delivered Loads Loads x 25 
Month 
---------- !To_"s, ---- I!'------ P? ---------- !!1------ <'o"S'- ------------------------------------------------------------- 

Jan 23,416 19.16 1.979.75 347 6,675 

Feb 5,765 16.11 470.63 67 1,675 

Mar 32,656 17.31 1075.31 351 0,775 

APr 33,576 17.21 2.239.13 431 10,775 

May 11,226 17.62 1,115.oo 139 3,475 

Jun 22,302 16.64 2.003.65 345 6,625 

Jul 9,415 17.03 1,037.67 110 2,750 

Au9 6,041 16.56 335.26 70 1,760 

Sep 7,450 15.91 442.37 75 1.075 

act 14,209 16.21 750.97 153 3,825 

Nov 34,263 17.07 1.799.30 408 10,200 

OX 30,420 15.69 1,931.47 346 6.700 

TOTAL 229,761 15.960.93 2,044 71.100 

Table 4-11. 1990 Coal and Limestone Consumption and 
Ash Removal. 
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NUCLA STATION 
1991 

Limestone Ash Ash 
Coal Ash Delivered Loads Loads x 25 

Month 
_--_______'Ton"____'x,______<to_ns,____~~~- ----------_____---______________________--------------------- 

Jan 26,039 17.65 2.418.96 340 8,500 

Feb 1.693 25.43 156.28 34 850 

Mar 2,202 17.76 160.15 27 675 

APr 26.104 16.58 1.068.62 274 6.850 

W 21,103 16.77 1.011.81 237 5,925 

Jun 23.481 17.75 785.04 236 5,900 

Jul 20,817 19.51 558.29 251 6,275 

Au9 25.115 19.49 860.89 291 7,275 

Se0 21,370 21.21 980.50 280 7,000 

act 27,695 22.54 993.93 399 9,975 

Nov 12.780 18.28 237.25 191 4,776 

DSC 0 0.00 0.0 0 0 

TOTAL 208,390 9,232.60 2,560 64.000 

Table 4-12. 1991 Coal and Limestone Consumption and 
Ash Removal. 
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Table 4-13 shows a detail of the staffing requirements for 
the Nucla CFB Demonstration Project during the testing period 
covered in this report. On average, 43 people were required 
on-site to operate the plant. The various job functions 
along with personnel quantities are shown in the table. 
Note, the senior typist was required exclusively to complete 
tasks related to documentation of the demonstration test 
program. The three utility people were used approximately 
SO-75 percent for test program related activities. Adjusting 
for these quantities results in a staffing of 41 under normal 
conditions. 

Table 4-13. Nucla Station Staffing Requirements. 

Plant Manager 
Safety and Training Supervisor 
Technical Supervisor 
Chemist 
Maintenance Superintendent 
Assistant Maintenance Planner/Scheduler 
Operations Superintendent 
Shift Supervisor 
Senior Typist 
Certified Welder Mechanic 
Control Room Operator 
E & I Mechanic 
General Mechanic 
Heavy Equipment Operator 
Laboratory Technician 
Machinist Mechanic 
Plant Operator 
Record Clerk/Storekeeper 
Utility Person 

Qlx 
1 
1 
1 
1 
1 
1 

: 
1 

: 
2 
3 
3 
1 
1 

10 

: 

4-49 



Section 5 

PLANT RELIABILITY 

This section sununarizes some of the problems which affected 
plant availability during the course of the test program from 
October 1988 through January 1991. Note that the compilation 
of this data did not begin until after the completion of unit 
acceptance tests in early October 1988. This time period 
differs from the cost data presented in Section 4 and the 
Appendices by one month. 

5.1 RELIABILITY ISSUES 

Many of the operating problems which contributed to an 
average unit availability of 60.2% during the course of the 
test program can be attributed to "first-generation" CFB 
equipment and component design. However, the total quantity 
and duration of the outages were often affected by factors 
related to the demonstration nature of the project. For 
example, periodic boiler inspections were made as part of the 
test program's materials monitoring plan, which sometimes 
initiated or extended unit outages. The lack of power demand 
during certain periods also contributed to the low 
availability. In addition, capacity factors were affected by 
extensive part-load testing. 

Despite these influences, operating data have been compiled 
and are plotted in Figures 5-1 and 5-2. Figure 5-l shows a 
breakdown of the total period hours from October 1988 through 
the completion of the test program in January 1991. Figure 
5-2 shows a breakdown of causes for the outage hours during 
the same period. 

The largest CFB-related contributor to plant outage time has 
been from secondary superheater tube failures. This problem 
has been addressed temporarily through an operational change. 
Tube failures contributed to over 70 percent of the outage 
time between October 1989 and January 1991. Other CFB- 
related outages over the course of the test program have been 
required for refractory repairs, primary air fan upgrades, 
bubble cap replacement, bottom ash disposal system upgrade, 
and limestone feed system modifications. Note that the 
contribution from controls (1.1% of total), shown in Figure 
5-2, results mainly from variable speed drive fan controls 
rather than boiler controls. Most of these problems have 
been addressed, and unit operating availabilities have shown 
marked improvements since the third quarter of 1990. 
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Figure 5-l. Summary of In-Service aqd Outage Hours from 
lo/88 - l/91. 
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Figure 5-2. Breakdown of Unit Outage Hours from lo/88 - 
l/91. 
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In order to demonstrate long-term reliability, operability, 
and reduced maintenance costs, se~veral problems remain to be 
addressed at the conclusion of the test program. A more 
detailed discussion of each of these areas and those shown in 
Figure 5-2 is contained in the PinalTechnical and in 
the Annual covering the teat program 
period. The principle problem areas, all aft which are 
currently under review, include: 

. Refractory condition in the lower combustion chambers, 
cyclone "bull nose" and impact areas, the cyclone conical 
sections and downcomers, and certain regions in the loop 
seals. 

. Structural integrity of the cyclone vortex finders. 

. Air distributor bubble cap erosion and retention. 

. Adequate means for the collection and removal of 
backsifted bed material in the windboxes. 

. Water-wall tube erosion at the lower combustion chamber 
refractory interface and on sections of the water walls that 
were warped during in the 1987 overheat incident. 

. Secondary superheater erosion on out-of-plane tubes and on 
the back side of panels in regions conducive to solids flow 
channeling. 

. Long-term overheat of secondary superheater tubes. This 
has been addressed temporarily through an operational change 
resulting in an increase in plant heat rate. 

. Temperature matching between combustion chambers in order 
to optimize limestone consumption for SO2 control. 

. Reliability of variable speed drive controls on fans. 

5.2 UNIT OUTAGE SUMMARY 

Table 5-1 presents a summary of all unit outages from October 
1998 through January 1991. The date, time, approximate 
outage duration and cause for the outage are listed. A more 
detailed discussion of this table is contained in the w 

5-3 



Table 5-1. Outage Summary. 

START STOP DURATlGN 
OUTAGE OUTAGE (APPROX.) 

DATE 

1-Oct.06 

2.OCI.88 

TIME DATE 

14:30 2.act-88 

12:oo 3.OCI-66 

TIME HRB. 

5:oo 14.5 

15:OO 27 

6-Oct.66 

17.OCl-Be 

14:oo b-Ocl-66 

20:00 26-0~1-66 

16:00 2 

2 :oo 108 

26.OCl.66 a:00 26.act-66 9:30 1.5 

4.NC.“.68 11130 10.Nov-88 4:oo 136.5 

19.Nov.88 12’00 19.Now-B8 

20.Nov-66 12:OO 20.Nov-66 

24.Nov-66 14:OO 24.Nov.66 

3.Dec.66 

1 l-Dec.99 

9.00 3.Dec.66 

21:OO 20sDee-66 

26.Des-89 2:30 26.Dee-66 

27.Dee-88 12:OO 27.Dee-66 

22:30 10.5 

12130 0.5 

la:30 4.5 

11:30 2.5 

10:30 205.5 

10:30 e 

17:30 6.5 

S-Jan-99 10:45 13.Feb-69 7:41 933 

FAILURE OF AN INPUT0UtPUl WOM POWER 
SJPPLYONTHECCSCALSEDMAlNFUELTRlP(~. 

WNTRWEDSHJTWMNILSAREULTCFLDWBED 
TEwERATlR.EBmCABH.~l.o-rv~ 
SUPPLY. u4rrcIEu)owuwmREsToRE PROPANE 
remITmY. 

lNDLCEDDRAFrflD,FANTRPFRCMASYSTEM 
GWU4D FA&T DWffi A LlGHlNlNG STaRM 

TwocfTkmEcwFEEMm oura6fFMcEON 
FIJRNACEB. BOlLERTRlPFEDWHENTHRDCOAL 
FEEDERTFlR=‘EDONSELTMWlJGNMENT. 

~swrwwmwiwxccwncns 
RXISUSPECTED-SLCCWGEINLOOP 
BSALBAM)A.Si-lC4ASSlFlERS. 

COWXUED - TO REPAIR PAGKING LEAK 
ON STEAM DRUM BLOW cow4 VALVE 

ID FAN TRIP DURJNG OELTAM’YE SWITCH. 

MFIFROMMALFUNCT~ONOFFLRNACE~APRESUFCE 
BWTCJSSFMClMFTC 

MFT DUE TO HIGH PRIMARY AIR (PA) FAN AMPS 

MFrFROMFAULlYPRESWRE SWlTCl4ONlDFAN 
INLET. 

M=rFRw OVEWEATCFVARASlESPEEDDlWE(VSD) 
cc+rmxuRDoN- AJFl(sA)FANDvETO 
RX)MbJRCONIITY*(ffi-. 

WNTFCUB~DcETD~spoTATLocP 
SEAL 4B WELDED 331hn. DECWON MADE TO START 
FPCOWTAGE TO REPAIR DAM4GED PEFWCTCW IN 
ll+ELccPsEALsPSS)CONSffM-~ 
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Table 5-l. Outage Summary (continued). 

START STOP DURATION 
OUTAGE OUTAGE fAPPROX.1 CILLGE 

DATE TIME DATE TIME FIRS. 

13sFob-89 16:36 16.Feb.66 2:33 58 

16.Fob-66 2:33 $6.Fob-69 3:44 1 

17.Feb.69 16:15 23.Fob-60 12~14 141 

3.Mar-09 12:24 3-Mar-89 19:40 7 

24.Mar-89 23~23 29.Mar-89 22:46 119 

12.Apr.69 16:53 16.Apr.89 17:31 145 

21 -Apr.69 17~02 Zl.Apr-69 21:17 4 

27.Apr.69 22.00 10.l.tay-89 7:06 297 

10.May-89 

14.May-89 

7:21 lo-May-89 23:25 16 

11:22 22.May-69 17:30 

22.May.89 20’00 23.May-09 6:3l 

198 

1 1 

UNIT TRIP ON FUEL/AIR RATlo MISMATCH. THE MFT 
REs.LTEDFFloMmsTEM-AREUWATE 
PAOBLEMAL5OAL90LWOffiFlAMEGABlC3 
CNBHSFEIYVALVE 

WTRlP IMMEDlATELYAFrERSYxHcmNQATKx 
ONMFTDUEmlDFAN -TAGE TRIP. 

cceaasDswrwwm~~YP*IRSUZEOIB 
cmuunffi wmr4 mm.e. INLETAND DISCW. 
v~vEsWaNa6noohwwrnsou~~ 
AND REPAIR ON LINE. 

LSllTTRlPONMFIDUEmLoWPAFLoWm8 
NFFL*cETNUlWPARQNW*sCALSEDSYA 
SLlDDENLOCPSEALgRCEWC+lINCRE*PDBED 
PRESSURE m APPF~X~AATELY w WC. 

scwua-rnmcr- 
AFrER CoMPLETlNG TEST BURN WIlH SALT CREEK 
COAL. REPAIRED 4A SC4LER FEED WMP MEMK 
CAL BEM WRING THE OUlAGE 

ozwxuEDSHITOOWNDLErnASHREM3VAL 
PROBLEMS IN ‘A- FURNACE RESULTlNG FROM A 
BENT FLUiDlDNG TUBE AT THE ENTRANCE TO EAul 
Bol-rcMAyI- 

UNfTTRlPONMFTDUETOLOSSOFTHEIDFAN 
rxEwLnffiFmh4A - s.YsTEM 
MSTLRB4M.Z 

coFmyxLEDs+mmxw~mhw+wIcALs~L 
LEAKSfflSoTHlAANDIB FEEDWATERPUMPS 
4B FEED PIMP AISO REWIRED C%3Iffi REPAlRS WHICH 
wEREwwLElEDoFFBrrE. 

LlMTTRlPCNMFTDUETOLOSSffTHEIDFAN 
msulnK%ROMLQOSEELElTTmaL~m 
WHCHULsEDTHE CC%QTA~msDRToLlT 

UNIT TRlP ON MFT DUE TO SA FAN TRIP. REPLACED 
BtDFANcoFRRDLURD MlwNGoCrrAGE 
REINSTALLED 46 FEEDWATER PLIMP. UNIT ON 
RESERVE SHUTDOWN AT x):50 oh S/19. 

CONTRYLED sHUTBJk% DUE TO IACKCf PRZ@ANE 
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Table 5-1. Outage Summary (continued). 

START STOP DURATION 
OUTAGE OUTAGE (APPROX.) 

DATE TIME DATE 

23.May-69 13:17 23-May-69 

30.May-89 9:17 30-May-99 

9-Jun.69 13:57 O-Jun-89 

23.Jun-69 19:47 9.Jul-69 3:29 366 

26.Jul-69 14147 29-Jul-99 16~49 

30.Jul.69 22:47 7-Aug-69 (6.24 

20.Aug.89 0 45 26.Aug.09 4:43 

26.AuQ-89 543 26-AUQ-69 

28-Aug.89 11:35 1 l-Sap-69 

TIME Wm. 

16:47 3 

10:33 1 

19:12 4 

16:26 

13:25 

2 

188 

146 

11 

336 

UN~TRIPONMFTDIJETO PHIHlDMSAFANTRlP 
murcm-m 

gONTROUODswroowmw8xruwr 
FmM4GBomMH-TH4EEBLe&EUPS 
wEREAlsoFaJNDADWFTHTHBHSCOXERINO 
RWIAGED. 

SCe(EDUED~ATTFECOhRLmONOF 
~~~Fuu~ffirncoMRm PA FAN INLET 
EOXANDUMESTObE FEEDBYBTEMMM)Imm 

UMTTRlPONMFTCUEmlGSSOFiDFANRESLLTING. 
FFOMBYBTEMMSNRBANCE 4A SFPSIEZD DURING 
THEUNITROUDOWWHENITSRE~TIGNVUVE 
MDbUTFK%‘ERLY~lE 

wska.nwwrn~TE~ww 
REMOVAL AND OFF-SITE REPAIR. UNIT STATUS 
c4-wsxorn~~ FKM12OO~ON 
612 TO 16:lO ON 614. THE INSTRUMENT AIR 
aalPRESSORaEa(VAlvEBElwEEN THEHGHAhD 
LOW PRESSURE STAGES FAILED AN) WAS RER*CED 

carrRoLlm swmowrnfw4sr~u~P~ 
MACE EXTENDED m REPLACE 23 Dk?.lRlBLlTOR 
PUTE%USSLEUPSWA~ANDTO 
COWtEE ADDVONAL lNSTRllENl AIR 
COMPRESSW FEPAIRS. 

COFrmOLLEDmDlEmWATWWAUmE 
LEAKATWALLSOX ~oNOUTS(EOFLLER 
THEUMT~ciJRiNGREsTARTDUEmATmPON 
EXClTERMLTAGEuBlpRFANFALU% TCIENO. 2 
THRDllLEVALVEREMUEIED1lYU’ENAFTERT~ 
UMTTRIP. THEVMMWAS DIBASWBLEDANDTHE 
lJPPEFtsrEMGuDESu9HMWASaEMAclwEDmTHE 
WNLFACTURERSBPEaFlUTXmS. nmADF2Fr 
kazzLEURNARTHELWPSEALH4B~ 
WEREAlSOOAPPEDmMWEWlNlBJXBlDEASA 
TEMPOR4RY REPAIR. 
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Table 5-l. Outage Summary (continued). 

START 
OUTAGE 

STOP 
OUTAGE 

DURATlot4 
(APPROX.) 

DATE 

13.Sep.69 

TIME DATE 

3:03 13.sep-59 

17.Sep.68 14:ot 17.Sop-69 

23.Sep.69 22-21 9.act-69 

13.OCl-69 IS.43 II-Nov-69 

12.Nov 99 18 27 12.Nov~69 

4.Dec-69 10.33 r.Dec-69 

B-Dec.89 4:37 15.Dec.69 

17.Dec.69 23:26 16.Des-69 

18.Dec.89 6:.2 20.Dac-69 

TIME 

11:50 

,.:.6 

22:29 

16:08 

20.27 

1 I:36 

14:oo 

5127 

17127 

HIS. 

9 

I 

364 

69. 

2 

1 

177 

6 

59 

lMTTRlPcNMFrDUEmLOSScFlHESLFANON 
7lwrrcwTRlP. wiER!sEvERuUNwoxsFUL 
ATlEMPTSmRE?vARTTHEFANINAM,RMAL 
F*w13hlTHEFANWk3RESTARTED’AtY3C53THE 
LINE- *COMIENSERluaE~wAslsuATEDANrl 
REPAlREDSEFcfIELwr1wAsREnJlw3 rn.YzRvlCE 

UNlTMFTONLOWDRUMLMLDUEmlMPRCPER 
CPEWTENOFM MLJNFEECWATWtCONTRXVAlVE 

UNlTMFTDUEmLOSSOFTb!fPAFAJdCt4-PMNTOM 
TRIP. STARTED SCHEKUDCXJAGEFCRWR 
TO REPIACE THE PA FAN WWL. 

LINT MFT ON HIGH FURNACE ORAUFT P-E WE TO 
A BQILER TUBE LEAJI IN 48 FURNACE. WATER FROM 
THETLlBEca.lsEo AGGLOW~TCNOFTHEBED 
MATERIAL IN 48 COMSUSTOR. 4B WINDSOX. AND 40 
BJ~CMASH- sLasxwEN-ilmPEm~ 
THE SWERHEATER II PLATENS IN BGlH WUSTOB 
PEVEALEDMAtfYAREASff LUXLZD ERCSICMWHICH 
WERE REPAIRED 

UNil MFT ON LOW Al&FUEL RAT0 DUE m AN 
IMPROPER BTU S4AS SETTING 

LJMT MFT ON LOW ELECTRc3H’fDFt4uUC CCNIRU IEHC) 
SYSTEM PRESSURE. PROBLEM OCCURRED WHILE I6C 
TEClUKW4 WAS VALblNG AN WC AOCLIMUATOR 
BACK IN-SERVlCE AFTER SEING RECWRGED. 

ccx4TR3uEo~ DETOffiHEDPRESSUPEIN 
4AwmDmTWEBCWACCEPIME 
TESTING USING A HIGH SULFUR COAL (l.S%S). SUE 
sEulENTlMFEcl-aswvEALEo AlUTALOFlW&TY 
SEVEN BUBBLE GAPS AORlFT IN 4A COMWSTM (25). 
48 COMEUSTOR (1). AND 48 LOOP SEAL (1). 

LINK MFf DUE m UNIT 4 EXCJTER FIRING ClRCUT CARD 
FAILURE. 

UNlTMFTDUEmUNlT4EXUTERAFlERANUNWC 
CEssFuLA~~rnREsTARTnr~. CUEA 
oBlAltED-cmOCEMEEN TbElMO 
REDUNDENT flRlNG CIRCUITS TO RETLRN ThE UN,-7 TO 
SERVICE 
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Table 5-l. Outage summary (continued). 

START STOP DURATION 
OUTAGE OUTAGE (APPROX.) 

MTE 

30.Dec.69 

TIME DATE 

5:OB 30.Dee69 

TIME HRS. 

6:56 4 UNrf MFf ON LOW DRUM LEVEL DUE TO A UNn 4 NR- 
BINEUPSET. lHEUPSETWASlMRESULToFA 
TURBINE CONTROL pRDBLDr( ULSED BY AN IMPROP- 
ERLYculeRATEDMw-. 

3sDee-a9 9:11 JO-Dee-69 la:34 9 owmauD~DmLEAKlNUNT74 
-aLaRarr. 

7-Jan-90 16:14 S-Jan-90 20:40 50 coNIRxLB)-wrn~w~~ 
PREPSt?ZlEMFRCMA4AcWCRUSHERM3ToR 
SEARIffi FAQJJRE M CUTAGE W& MM)ED 
BECA~OFASTEAMLEAKONTHEWESTSMMLEAD 
FLAffiE BElwEEN M WEST 7wRIllLE VALVE AM) THE 
KNERNXVALVEWWOID DLRING RESTART 

16.Jan-90 14:10 19.Jan-90 la:51 29 WllMFfCNGESRIToRLCWFFlECUZNcYRES.Ll-NG 
FRCMARELAYWRINGE CURMGRESTARTASH 
!%FElYVALVEFlA%ELEAKW*SDlSCOMREDAND 
REPAIRED AFTER THE BcnLER WAS cociE0 DOWN 

26.Jan.90 16,37 6.Feb.90 21:16 267 -ED.sHuroowN TO REPAIR THE VORTD: FIK 
DER IN 4B OZMWSTORCV~EAM)TOCiEk’dO~ 
BACKSI~ MATERlAL FROM 4A AND 48 COMBUSTOR 
WINDBOKES 

Q-Feb.90 4 18 S-Feb.90 21:36 17 cicNrmLLEDsHutwwN DLETOVl~TlONHTHESA 
FAN INLET DUCT. TWO STIFFENERS WERE ADDED TO A 
FANlNlE7PRNlffiVfflETORESCtMTUEPROBLEM 

9.Feb.90 22:36 10.Feb.90 2:36 4 UNIT MFT DUE TO LOW VAculM CN UNIT 4 MMENSER, 

10.Feb.90 17:23 21 -Feb.90 6:55 254 UMT MFI ON HIGH FURNACE DRAFI PRESSURE WE TO 
A BOlLER TUBE LEAK IN 4A FURNACE. WATER FROM 
THETuaElxUSED AGGLaaATKwOFTWEElY 
MATERUL IN 4A COMBUSTOR AND WINDBOX. 4A BFP 

WAS FC4lND SEUEO WHILE ATTEMPTING BMLER HYDRG 
.sT*TIc TEST AFrER -No TUBE REPAIRS. 

26-Feb.90 0:os 3.Mar-90 9:41 130 

2 

CONTRCUEDmDLETOWATERWALLmE 
LEAK OUTSIDE THE BOILER. THE LEAK WAS L@ZATED 
INAFLOORllJEEWiERETHEWlNDBOXllESlNTOME 
FIDCRTWES. Tl+iCUTAGEW&SEXIENCEDTOREPAlR 
ASECllCNOF ABRASON RESLSTM REFRACTCRV IN 
a-CONSCMN 

22.Mar-90 ,3:36 22.Mar-90 15:23 UNITTRIP ON MFT DUE TO Loss OF ID FAN RESilLTlNG 
FROM SYSTEM DISTURBANCE. 
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Table 5-1. Outage Summary (continued). 

START 
OUTAGE 

STOP 
OUTAGE 

DURATIGN 
(APPROX.) CIUSE 

DATE 

3-Apr.90 

TIME DATE 

16:02 3-Apr.90 

18sApr.90 19:OO 22-Apr.90 

2-M*y-90 6~29 20-thy-SO 

20.May-90 6:29 20.May-90 

20.May-90 15:59 22.M.y-90 

26.May-90 14.24 26.May-90 

31.May-90 9:16 7.Jun.90 

7.Jun.90 

‘I-Jun-90 

27.Jun-90 

a:11 7-Jun-90 

22:21 7.Jut,-90 

20:14 26.Jun-90 

26.Jun-90 14:27 IO-Jul-90 

17.Jul-90 16125 26.Jul-90 

TIME 

20:20 

1030 

6Zl6 

15:33 

s:19 

15:31 

136 

20221 

23~37 

0:47 

4:4I) 

656 

2 

60 

432 

9 

36 

160 

12 

I 

5 

276 

255 

uwr7mw+4~o~rnwss~~awncwusrn 
EXCITER-FAILURE 

UNITMFTCNLOWDRUMLEVEL ATlHEllMEOFTHE 
TRIP.CPERATIONS-WEREmLOU)m 
FEhKWETlEBOlLEFlFFCMSERWEMAACCMRXED 
SHUmO%NBEWWCE~ANI~llUiIOFA 
TLlBELEAKIN4ACODWUSTOR 

UNlTTRlPONMFTDUEmLOSSCFS4FANRE%JLTlNG 
FROMA4KVUNEMLTAGE. THEGENERATORBREIKER 
HADTOBEC+EhEDMANJALLY. 

UNlTTRlPCNMFTDUEmLQSSOFS.FANRESULTlNG 
FFIDMA4KVVOUTAGELNESUROE.THiOEhERATOR 
REVERSEcuRRwrRE!AYluDmSEMbNLuLv 
TRIPPED. THE BOILER WAS BOTTLED Up WCaLE A RELAY 
WIRJNG FAULT WAS IDENTIFIED AND CORRECTED 

WRING A - SWTDWJN DUE m HlGH vwlk 
TION READINGS ON No. 3 TURBINE BEARING. !%‘ITCH 
YARD BREAKER N-521 TRIPPED THE HI!+GVIBRATlOF: 
SOURCE WPS DEIERMNED m BE TRANSIENT AND A HZ1 
PEsTARTFuuAvEo 

UNIT MFT ON LOW DRUM LEVEL DUE TO A SOILER WW 
NBE LE*K IN 4A WUSTOR 

PKPANE VAPORlZER TRIP 

SL m FAULT 

SHII4AUJMBUSToATUBELEAK 

UNITMFTONCIlWFURNACEDRhFI DUETOA83lLER 
TUBE LEAK IN 4A COMBUSTCR ATTHE TIME OF THE 
TRIP.opERA~ -EL WERE REDLCING LWD TO 
lEM3/EMBMLER~SEFi~VIAA~LLED 
54kkmmm- 
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START 
OUTAGE 

Table 5-1. Outage Summary (continued). 

STOP DURAI?Ctd 
OUTAGE (APPROX.) c*lsE 

DATE 

l-Aq-90 

TIME DATE 

16~08 19.Aug-PO 

TIME 

1 I:06 

25.AUQ-00 

6-sepao 

0:12 7..sep-90 

1:43 O-Sop-00 

0:12 13.Sep-90 

12:os 

6:32 

12.Ssp-DO 4 :05 

13-sap-90 

14.sop-DO 

21:27 13.Sup-90 

0:34 14.Sep.90 

5:52 S-Oct.90 

23146 

1:53 

16.Sep.90 15147 

6.oc1.90 17 06 7-act-90 0:36 

19.Oct.90 2’04 19.0~1-90 5:45 

23-0~1-90 13:OO 23-0~1-90 14:16 

26.OH-90 17:13 I-Nov.90 20:05 

14.Dec-90 5 0, 14.Dec.90 12:27 

HRS. 

431 

324 

5 

26 

2 

1 

490 

6 

4 

1 

(47 

7 

ccMRcwsglLmxMlNDLEmwATERWAunBE 
LEAKINUCOMBUSTUR REPAlRsWEREcoMRmD 
AND THE UNlT WAS AVAIUBLE KYI SERVICE AT 1500 
ON 6’16. HOWEVER THE LHlT WAS PLACED ON 
RESERVE SHUTGOWN UNllL 909 

UNlT MFI ON PWNTOM PA FAN TRIP. A BLOWN FUSE IN 
Tt+EFANYSlCEcoNTRouER WIS REPlAcED. 

- - DLE m A WATERMLL TUBE 
LEAKIN4BCUdBClSTOR THELEAKWASEXTERNALTO 
TKBQLERATlHELm WALLWX coNNECl-cZ+d 

WIT MFT ON PKWTOM PA FAN TRIP. 

UNm MFT ON MGH DRUM LEVEL OURJNG START-UP 
SMRTLYAFERS-TlON 

UNiTMFTONHl~FLCEN*CEDRAFrPRESSUREDUETO 
A BULER NBE LEAK IN 4A WUSTOR DURING THE 
REPAIR WlAGE E&W CONDUCTED A REMAINING USE. 
FUL UFE ANALYSES ON THE RADIANT SUPERHEATER 
TUBES (SH II) AN TUBE METAL TEMPERATURE THERM0 
CWPLES WERE INSTALLED 

~DSH~OLETOAFIANGELEAK 
emwEENTlETHRoHLE*- VMVES. OUR 
ING START-UP. 

UNilM=TONPMNlOM ID FAN TRlP.TWO m 
FLSES lN TME FAN DELTA SlDE CONTACTOR WERE 
EPLACEDPRMTO-ART. 

UNlTMnC+JLOWAlRFUELR4lIODUETOASTUU(4B 
UNDERBED DAUFER. DESYUNT DLISTFFKMTHE 
coNlRoL~mw3u*6a)nsDuRERmsncK 

oww4sr~~~rnw~ 
uAND4a- MASPARTOFTHE 
ccNrFacracsEuJT aEAHmDwllELlEteJl.Qm 
ANDc%xSTRUCTORSrnPERFDFlMANIH)EPEK)ENT 
FtaLlMm~.~~-. 

UN~ TRIP MJ MFT DUE m ~06~ OF ID FAN FIESULTING 
FR3M SYSTEM DIS-NCE THE FAN TFIlP -RED 
DURING A RECLOSURE ON WKV BREAKER K931. 
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Table 5-l. Outage Summary (continued). 

START 
OUTAGE 

STOP 
OUTAGE 

DURATION 
(APPROX.) C%ffiE 

DAni 

17.Des-90 

TIME DATE 

lo:29 17.Dee-90 

20.Dec.90 17119 20.Dee-90 

22.Dec.90 16:lS 22.Dac-90 

2-Jan-91 15:05 2-Jan-91 

12:04 8.Jan-91 

1:36 13.Jan-91 

3:36 13.Jan-91 

12:16 17.Jan-91 

1,:44 16.Jan-91 

S-Jan-91 

13.Jan.91 

13.Jan.91 

16.Jan-91 

16.Jan-91 

TIME 

12:24 

19:59 

2o:oa 

16:32 

13:40 

3:oo 

12 12 

2:30 

12~35 

HRS. 

2 

3 

4 

3 

2 

1 

9 

14 

1 

UNIT TRIP ON MFT DUE TO MYSTERY TRIP OF ID FAN 

UNIT MFT ON LOW DRUM LEVEL DWUNO DYNAMC LOAD 
RAWTESTt+G*SPARTOFTl4EDCETEBTPFlXP.AM 

U+llTMFIONSAFANTRlPCUEmLOSSOFWDPFDR3P 
2lHEDRoPwAsLosTDEmmoBLEMswlTHlHE 
wwFl.cGc~wAcsYsTw 

calmLEoBH~ mIt4wECTAs4lTcHONT 
L4 GENERATOR - RLPIO PRESSURE 
REIAYALARMWHCHHADANNUNCUTEDON 
12131/90 AND DID NOT CLEAR. THE SWlTCH WAS 
MUND m BE DEFECTIVE AN) REPAIRED. 

UNIT MFI ON HIGH ID FAN INLET PRESSURE DUE TO AN 
OUTQFcAUBRATtDN PREBSURE TRANBMITTER. 

uNrrwrcw2ssoFmu~mucu4BusTw 
THE MFT WAS DEIERMINED TO BE THE RESULT OF 
C0AlFEEDERFOT*RYVMkEPkGG4GERESUllffi 
FWMlHEUBEOF WRMSTERWAL 

a3NrRaLEDsiamcwN AFlERANDMFlONLOW 
DRUM LEVEL DUE TO A SUSPECTED TUBE LEAK IN 4A 
COMBLlSmR UPON FURTHER INVESTlGATlCN. THE 
INOlCATlONS OF A TUBE LEAK WERE FOUND TO BE 
FALSE AND UNIT START-UP WAS RE-INITIATED 

UNlT MFI CN LOW-LOW UNDERBED PA AIR FLOW TO 48 
~C#DUETOASNa(CONlKXOIMPER 
DEsscANTDLlsTRDMTwE -AIRSYSTEM 
DRYER UUSED THE DAMPER m SllaC REPAIRS 
WERE MADE TO THE WARM UP LINE FOR 48 BOILER 
FEEDRMPMRlNG~-. 
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